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1.0 INTRODUCTION

The USTs consisted of two S,OOO-gallon steel tanks and five SO,OOO-gallon concrete tanks. These USTs

were installed in the 1940s to supply fuel to the power generation plant on Gould Island. The UST area is

located north of former Building 32 (abandoned torpedo overhaul facility). The locations of the former

USTs and of Buildings 44 and 32 are shown on Figure 1-2.

The site is located on the northern end of Gould Island, in the East Passage of Narragansett Bay,

approximately 1.S miles off the coast of Middletown, Rhode Island. Building 44 served as the pump

house for seven USTs before it was demolished in 1989. The remainder of the island is inactive.

Demolition and remedial activities are on-going for other sites in the northern part of the island. A site

location map is presented on Figure 1-1.

This Rounds 4-6 ,Corrective Action Groundwater Monitoring Report for the former Building 44 (Former

Pump House) Underground Storage Tank (USn Site has been prepared by Tetra Tech NUS, Inc.

(TtNUS), under the Comprehensive Long-Term Environmental Action Navy (CLEAN) contract. This

report describes monitoring activities conducted at the former Building 44 UST Site located at the Naval

Station Newport (NAVSTA Newport) in Newport, Rhode Island from September 2002 to September 2003.

CT08091-1

In 1997, TtNUS (formerly Brown & Root Environmental) performed a supplemental site investigation (SSI)

of the groundwater and soil petroleum hydrocarbon contamination at this former location of seven

underground storage tanks. In a 1998 follow-up investigation field-filtered groundwater samples were

collected to accurately determine the level of dissolved lead concentrations in groundwater at the site. A

corrective action plan (CAP) prepared by TtNUS recommended soil excavation and long-term

groundwater monitoring. In the fall of 2000 another Navy contractor completed the UST removal and soil

excavation phase in conjunction with the Building 32 demolition activities. Demolition debris (red brick

and crushed concrete) was used to back fill the USTs excavation area. As part of the corrective action,

six groundwater sampling rounds, Rounds 1 through 6, have been conducted.

The objectives of the groundwater monitoring program are to monitor groundwater to confirm

contamination is not entering the surficial aquifer and to recover mobile free product, if detected. In

addition, the monitoring will determine if the existing network of groundwater monitoring wells is adequate

to monitor contaminant migration. This report has been prepared to summarize and evaluate the data

collected from the last three rounds of corrective action groundwater monitoring.

W5203298F
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-
Detailed information on the former BUilding 44 UST Site description, history, and previous investigations

is provided in the Corrective Action Plan (CAP), Former Building 44 (Former Pump House), January

1999, prepared by TtNUS.

W5203298F 1-2 CT0809
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2.0 GROUNDWATER MONITORING RESULTS

During Rounds 4 through 6, site re-grading activities performed as part of on-going Gould Island building

demolition impacted the monitoring wells. During Round 4 sampling event three wells (MW001 R,

MW204R and MW205R) were found buried under several inches of material and during the Round 5

sampling event MW204R was found covered by several inches of standing water that had collected as a

result of site re-grading. This well was not opened at that time due to cross-contamination concerns.

The former Building 44 UST Site corrective action groundwater monitoring program studied contamination

migration in site groundwater over a 2%-year period to confirm that contamination is not entering the

surficial aquifer. Detailed information on the first three groundwater monitoring rounds is provided in the

Rounds 1-3 Corrective Action Groundwater Monitoring Report, Former Building 44 (Pump House), July

2002, prepared by TtNUS. A discussion of the Rounds 4 through 6 monitoring activities and results is

presented below.

In August 2003, the casings for all ten monitoring wells at the site were modified from flush-mount

protective casings to stick-up protective casings. A well modification activities report is presented in

Appendix A which includes -adjusted measuring point elevations and modified well construction logs.

During well modification activities it was discovered that several wells (MW001 R, MW202R, MW204R)

appeared to have been compromised or damaged (buried, damaged or missing casing and/or j-plugs)

since Round 5. It is believed that these conditions allowed solids to enter the wells, leading to solids

deposition in some wells and high turbidity readings in several wells during the Round 6 sampling event.

Other wells did not show external evidence of damage, however, observations made during the Round 6

sampling event (a soft bottom and/or obviously foreign materials such as grass and bird feathers) indicate

CT08092-1

ROUNDS 4 THROUGH 6 GROUNDWATER MONITORING ACTIVITIES2.1

Table 2-1 presents a summary of the corrective action groundwater monitoring activities. Rounds 4

through 6, the second set of three corrective action groundwater monitoring events at the site, took place

from September 2002 to September 2003. Rounds 1 through 3 were conducted from April 2001 through

April 2002. Site monitoring wells are shown in Figure 2-1. The designated wells for the corrective action

groundwater monitoring program consisted of seven of the eleven overburden wells that existed at the

site prior to the UST removal and soil excavation in the fall of 2000. As a result of the soil excavation

and Building 32 demolition several of the previously installed monitoring wells had been damaged or

destroyed. Damaged wells were repaired or abandoned and replacement wells were installed in

December 2000 and June 2001. Replacement wells are designated with an "R" in the well identification.

One monitoring well, MW208, was not replaced.

W5203298F
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that some wells had been compromised. These wells included MW001 R, MW003R, MW201 R, MW202R,

MW204R, and MW209.

As discussed in the CAP, the surficial materials at the site primarily consist of silty sand and sand with silt

and some gravel. These materials become more compacted with depth and overlie weathered bedrock.

The bedrock consists of a phyllite, with depth to refusal ranging from 9 to 25 feet in the on-site borings.

A partial Tier II data validation was performed on the analytical results. Complete analytical results are

provided in Appendix C. Analytical results for detected VOCs and SVOCs are presented in Table 2-3

(Note: The laboratory reported naphthalene in both the VOC and SVOC results. For consistency with

previous analyses at the site the SVOC results for naphthalene were used in evaluating the data.).

Analytical results for GRO, DRO-TPH and detected total and dissolved metals are presented in Table 2-4.

Analytical results are compared to GA groundwater quality standards (GWQS) in Tables 2-3 and 2-4.

Chemical concentrations at or higher than the preventive action limit (PAL) are italicized, while chemical

concentrations at or higher than the GA groundwater quality standard are balded and italicized.

• volatile organic compounds (VOCs) by USEPA SW-846 Method 8260B

• semivolatile organic compounds (SVOCs) by USEPA SW-846 Method 8270C

• gasoline range organics (GRO) by USEPA SW-846 Method 8015M

• diesel range organics-total petroleum hydrocarbons (DRO-TPH) by USEPA SW-846 Method

8015M/8100M

• RCRA total and dissolved metals by USEPA SW-846 Methods 6010B/7471A (Rounds 5

and 6)

• TAL total and dissolved metals by USEPA SW846, Methods 6010n470 (Round 4)

I
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GROUNDWATER ELEVATIONS

During each sampling event groundwater levels were measured using an electronic oil/water interface

probe. Table 2-2 presents groundwater elevation data. The probe was also used to check for the

presence of dense or light non-aqueous phase liquid (DNAPL or LNAPL) or free product layers in all

serviceable monitoring wells. Wells and sample bailers were also inspected for evidence of free product.

No evidence of free product was recorded during the sampling rounds. The designated wells were

purged with peristaltic pumps and sampled using bailers. In Round 6 silt and foreign material (grass and

bird feathers) clogged the tubing of the peristaltic pumps normally used for purging the wells; in an effort

to remove the material, a submersible pump and/or bailers were used. A table of observed groundwater

field parameters is presented in Appendix B. Samples were shipped to an off-site laboratory for analysis

of the following parameters:

W5203298F

2.2



551 Groundwater Results

One upgradient well, MW204R, provides background water quality data for the six sampling rounds.

MW204R is located southeast of the former tank locations.

Based on the groundwater flow directions observed in Rounds 4 through 6 the current groundwater

monitoring well network is still effective in monitoring the potential for contaminants to migrate from the

former U5Ts area.

Depths to groundwater were measured during all three sampling rounds and were converted to elevations

to construct water table maps for each sampling round. The depth to groundwater measurements and

conversion to groundwater elevations during Round 6 were based on the new riser measuring point

elevations.

CT08092-3

UPGRADIENT WELL MONITORING RESULTS

The highest,water elevations in Rounds 1 through 3 were located in the source area wells. For Rounds 4

and 5, the highest water elevation was west of the source area, at MW209. For Round 6, the highest

water elevation was at MW204R, the upgradient well, followed by the source area wells. A review of the

water level maps (Figures 2-2 through 2-4) indicates that the groundwater levels, and thus the

groundwater flow directions, in wells closest to the former Building 32 appear to fluctuate the most, while

the flow directions around the downgradient wells have remained stable throughout the six rounds. These

fluctuations are believed to be related to site activity. The change in groundwater flow pattern is believed

to be the result of a large number of 1.5-inch holes drilled through the concrete road adjacent to MW209

during demolition activities, which may allow greater groundwater recharge from precipitation in the area,

altering the groundwater elevations at the site, and to some extent, the groundwater flow direction. The

change from Round 5 to 6 may be due to surface water runoff changes from re-grading the site prior to

Round 5; however, MW204R was not serviceable during Round 5. If the highest groundwater level was

at MW204R during Round 5, Rounds 5 and 6 would have similar flow patterns. For the purpose of this

report, MW204R is considered to be an upgradient well and MW203R is considered to be a source area

well.

2.3

During the 1997 551 field investigation, total petroleum hydrocarbons (TPH) were not detected in the

MW204 sample. Two VOC detections (chloroform and total xylenes) were reported at low levels for

MW204 during the 551 field investigation. No 5VOCs were detected in MW204 during the 551. In

addition, lead was detected at 15.8 IJg/L in the unfiltered bailer sample, slightly above the GWQ5 of 15

W5203298F
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Rounds 4 through 6 Groundwater Results

Rounds 1 through 3 Groundwater Results

IJg/L. Lead was not detected in the field-filtered groundwater sample (indicating the level of dissolved lead

concentrations in the groundwater) collected in 1998 from MW204.

One metal, lead, was detected in the unfiltered (total metals) bailer samples at levels above the GWQS.

The lead concentration exceeds the GWQS of 15 IJg/L in the Round 4 sample (26.6 IJg/L), as well as the

Round 6 sample (109 J IJg/L). Up to four metals were detected in the filtered bailer samples in the two

rounds with no exceedances occurring.
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In Rounds 4 and 6, no indication of free product was observed and GRO was not detected in MW-204.

DRO-TPH was detected during both rounds at levels of 0.55 mg/L (Round 4) and 1.2 mg/L (Round 6). No

VOCs were detected. Six SVOCs were detected in the Round 4 samples and 17 SVOCs were detected in

the Round 6 samples. The only exceedance of the GWQS was for benzo(a)pyrene in Round 6, with a

concentration of 15 IJg/L.

During Rounds 1 through 3, no GRO detections were reported for MW204, while DRO-TPH was detected

during all three rounds at low levels. No visual evidence of petroleum hydrocarbon contamination or free

product was found in MW204. No VOCs were detected; however, several SVOCs were detected,

including two exceedances of the GWQS for naphthalene and pentachlorophenol. Two metals, lead and

mercury, were detected in the unfiltered (total) metals samples at levels above the GWQS. No

exceedances of the GWQS were observed for the filtered (dissolved) metals samples.

As discussed in Section 2.1, during Round 5 MW204R was observed to be covered with several inches of '

standing water and therefore not sampled. Also, in Round 6 purge water from MW204R was observed to

contain foreign material (leaf litter, grass, and bird feathers) indicating that the flush-mount well cover had

been compromised. A high sample turbidity (101 NTU) also indicates that solids had entered the well

since the previous sampling event.

In summary, visual observations and GRO and TPH analyses indicate that levels of petroleum-related

products have remained at their previous low levels in MW204. Both SVOCs that exceeded the GWQS in

the first three sampling rounds have declined to concentrations below the GWQS by Round 6. However,

the benzo(a)pyrene level exceeds the GWQS for the first time in Round 6. Lead (unfiltered samples only)

was the only metal that exceeds the GWQS in Rounds 4 and 6. However, the filtered (dissolved) metal

concentrations have been consistently below the GWQS. The Round 6 benzo(a)pyrene and lead

W5203298F



SSI Groundwater Results

Rounds 1 through 3 Groundwater Results

detections may be anomalies resulting from surface water leakage into the well prior to the well

modification.

The source area corrective action monitoring wells consisted of wells MW001 R, located along the

northeastern perimeter of the former UST area, MW203R, located along the southwestern perimeter of

the former UST area, and MW205R, located within the former UST area.

CT08092-5

SOURCE AREA WELLS MONITORING RESULTS2.4

Source area well observations and petroleum-related analyses indicated a significant reduction in

petroleum hydrocarbon contamination when compared to the SSI results. No evidence of free product

was observed in any of the source area wells. DRO-TPH was identified in all source area wells during the

three rounds at low levels, ranging from 1.4 to 20 mg/L. GRO was detected once, in MW001 R, at a

concentration of 57 IJg/L. The only VOC detections were low-level detections of 4-methyl-2-pentanone

and toluene in MW001 R with no VOC exceedances of the GA standards observed. Several SVOCs were

detected in the source-area wells in the three rounds. Levels of three SVOCs, benzo(a)pyrene,

naphthalene and pentachlorophenol, exceed the GWQS. Neither benzo(a)pyrene nor pentachlorophenol

was detected during the SSI. Levels of naphthalene decreased from 200 IJg/L as reported in the SSI to a

maximum of 24 IJg/L in MW205R. Lead was detected in unfiltered samples at levels higher than those

found in the SSI. For the field-filtered samples, lead exceeded the GWQS in two samples. For both

During the 1997 SSI, a layer of floating free product, approximately 0.4 feet thick and most closely

resembling No.2 fuel oil, was observed in MW001. TPH was identified in the samples from MW001 at

1,700 mg/L and from MW203 at 6.4 mg/L; TPH was not identified in MW205. Low level detections of

VOCs and SVOCs were noted in MW203 and MW205 during the SSI, however, the highest detections of

VOCs and SVOCs were observed in MW001. These include the VOCs toluene (69 IJg/L) , ethylbenzene

(37 IJg/L) and total xylenes (120 IJg/L) and the SVOCs naphthalene (200 IJg/L), 2-methylnapthalene (720

IJg/L) , dibenzofuran (60 1J9/L), fluorene (42 IJg/L) and phenanthrene (65 IJg/L). Lead was detected in the

unfiltered bailer samples at 38.1 1J9/L and 49.9 IJg/L in MW203 and MW205, respectively. The MW001

sample was not analyzed for metals during the 1997 study. In the 1998 field-filtered groundwater

samples, low level results for lead were noted for MW001 (1.7 IJg/L) and MW205 (1.5 IJg/L). Lead was not

detected in the MW203 field-filtered groundwater sample.

W5203298F
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Rounds 4 through 6 Groundwater Results

filtered and unfiltered samples, Round 3 lead levels were observed to be less than half of Round 1 levels,

indicating a decreasing trend.

As discussed in Section 2.1, two source area wells (MW001 Rand MW205R) were found to be buried in

Round 4 and during well modification activities in August 2003, MW001 R was observed have been

damaged. High sample turbidity readings of 432 NTU and 191 NTU in MW001R and MW205R,

respectively, also indicate that solids had entered the wells since the previous sampling event.

During Round 4, low level detections of the VOC toluene (1 J ~g/L) were reported from wells MW001 R

and MW205R. VOCs were not detected in samples from MW203R. No VOC detections were reported in

the source area wells during Round 5. During Round 6, four VOCs (acetone, carbon disulfide, methyl

acetate, and toluene) were detected in MW001 R and none were detected in MW203R and MW205R. No

exceedances of the GA standards were observed.
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During Round 4 and Round 5, no evidence of free product was observed in any of the source area wells

(see Appendix B). DRO-TPH was identified in the three source area wells during all three rounds, with a

maximum of 4.1 mg/L at MW001 R in Round 4 and a minimum of 0.86 mg/L at MW203R in Round 5. GRO

was detected during Round 4 in MW001 R (1 00 ~g/L) and in MW205R (130 ~g/L); was not detected in any

of the wells during Round 5; and was detected in only MW001 R (92 ~g/L) during Rou,:\d 6.

Several SVOCs were detected in the source area wells during Rounds 4 through 6. Exceedances of the

GWQS were observed for three compounds: benzo(a)pyrene, naphthalene and pentachlorophenol.

Benzo(a)pyrene, with a GWQS of 0.2 ~g/L, was detected at a maximum of 4 J ~g/L in MW001 R during

Round 6. Pentachlorophenol, with a GWQS of 1 ~g/L, was detected at a maximum of 36 ~g/L at

MW001 R in Round 4. Both compounds were well below the maximum levels noted during Rounds 1

through 3. Napthalene, with a GWQS of 20 ~g/L, had one exceedance at MW205R (68 ~g/L) during

Round 4, an increase from the previous maximum of 24 ~g/L in MW205R during Round 2.

During Rounds 4 through 6, seven metals were detected. Lead and cadmium were the only metals

detected above the GWQS for the total metals analyses. Lead levels exceed the GWQS (15 ~g/L) in the

source area wells during all three rounds, with the exception of MW203R in Round 5. The highest lead

concentration of 168 ~g/L was detected in MW001 R during Round 5. This is below the previous

maximum of 278 ~g/L recorded in Round 1. Cadmium exceeds the GWQS (5 ~g/L) for all three wells in

Round 5, with a maximum of 24.7 ~g/L at MW203R. For the field-filtered samples, the lead concentration

equals the GWQS in one sample (15 ~g/L at MW205R) during Round 4. Cadmium was detected above

W5203298F



SSI Groundwater Results

2.5 . DOWNGRADIENT WELLS MONITORING RESULTS

Downgradient monitoring wells consisted of MW003R, located immediately west of the former UST area;

MW202R, located northwest of the former UST area; and MW207. located north of the former UST area.

Some of the metal exceedances may be attributed to the high sample turbidity levels in the Round 6

samples that resulted from solids entering the wells prior to the well modification.

CT08092-7

its GWQS (5 IJg/L) in all three wells during Round 5, with a maximum of 25 IJg/L at MW203R. No other

filtered sample metals were detected above the GWQS.

In summary, petroleum-related analyses indicate a reduction in groundwater petroleum hydrocarbon

contamination from the first three sampling rounds to the last three rounds. DRO-TPH concentrations

ranged from 1.4 to 20 mg/L during Rounds 1 through 3 versus a range of 0.86 to 4.2 mg/L for Rounds 4

through 6. For organic compounds exceeding the GA GWQS, benzo(a)pyrene was detected at the same

low concentrations, while pentachlorophenol concentrations have dropped slowly over time. Naphthalene

had a higher concentration in Round 4 than in the earlier rounds, but the concentration dropped below the

GWQS for Round 5 and Round 6. Concentrations of two metals, lead and cadmium, exceed the GA

GWQS, for both filtered and unfiltered samples. Lead concentrations continued to decline in all three

rounds, and filtered lead concentrations dropped below the GWQS after Round 4. Both filtered and

unfiltered sample cadmium concentrations exceed the GWQS for the first time during Round 5 in all three

wells. However, none of the Round 6 sample results exceed the groundwater standards.

During the SSI field investigation, TPH was not detected in four of the six downgradient wells, and was

detected at low levels (1.8 mg/L) in the oth~r two downgradient wells. SSI VOC detections included

benzene in MW201 (0.8 IJg/L), and xylenes in MW003 (2 IJg/L) and MW202 (0.7J IJg/L). In addition,

VOCs were detected at low levels in MW209 (chloroform at 1 IJg/L, bromodichloromethane at 1 1J9/L,

trichloroethene at 1 IJg/L, and dibromochloromethane at 0.8 IJg/L). Only one SVOC, acenapthene, was

detected in MW207 (15 IJg/L). No VOCs or SVOCs were identified at levels in excess of the groundwater

standards. For unfiltered metals samples (collected with a bailer). lead was identified in three of the

seven downgradient wells at levels exceeding the GA GWQS (15 IJg/L). Exceedances ranged from 30

IJg/L (MW201) to 243 IJg/L (MW003). In addition, cadmium was detected above the GA GWQS (5 IJg/L)

in MW003 (8.8 IJg/L). No other metals were identified at levels exceeding the GWQS. Analyses of filtered

samples yielded lead concentrations ranging from non-detect to a maximum of 1.9 IJg/L.

W5203298F
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Rounds 1-3 Groundwater Results

Rounds 4 through 6 Groundwater Results

For unfiltered metals samples, exceedances of the GA area groundwater lead standard (15 IJg/L) were

observed in all three downgradient monitoring wells for Round 4 and 5; and in MW207 for Round 6.

Exceedances ranged from 17 IJg/L in MW202R to 3,580 1J9/L in MW207. The GWQS for cadmium (5

During Rounds 4 and 5, no evidence of free product was observed in any of the downgradient wells (see

Appendix B). Detected ORO-TPH levels ranged from 0.59 IJg/L at MW202R (Round 5) to 3.5 mglL at

MW202R (Round 4). During Round 4, GRO levels ranged from 48 IJg/L at MW003R to 150 IJg/L at

MW202R; was not detected in any of the downgradient wells during Round 5; and was detected in

MW202R only (55 IJg/L) during Round 6.
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Based on observations made during the well modification activities and the turbidity levels recorded for

Round 6 samples, as discussed in Section 2.1, there are indications that some of the downgradient wells

were comprised. MW202R was found to have almost 3 feet of solids in the bottom of the well and a

obstructed riser. The well was redeveloped manually; however it was not possible to remove all solids.

High sample turbidity readings were recorded in wells MW003R (999 NTU), MW202R (484 NTU), and

MW207 (239 NTU).

No evidence of free product was observed in any of the three downgradient wells. DRO-TPH was

identified in all samples collected from the downgradient wells at low levels. GRO was only detected once

in the MW202R Round 3 sample (140 IJg/L). Only one low-level VOC detection was observed in the

downgradient wells. For SVOCs, exceedances of the GA GWQS were observed for benzo(a)pyrene,

naphthalene, and pentachlorophenol, none of which were detected in the downgradient wells during the

SSI. Exceedances of the GA lead GWQS were observed in unfiltered samples, but not in the filtered

samples. Cadmium was detected in unfiltered samples at one location above the GA GWQS; however, it

was not detected in the filtered samples.

No VOCs were detected in any of the downgradient wells during Rounds 4 and 5. Two VOCs, carbon

disulfide and toluene, were detected in MW003R and MW202R during Round 6. None of the samples

exceeded the GWQS. For SVOCs, exceedances of the benzo(a)pyrene GA GWQS (0.2 IJg/L) were

observed in MW207 in all three rounds, with detections of 3 IJg/L (Round 5) and 1 IJg/L (Rounds 4 and 6).

No other exceedances were recorded. At MW003R, only one SVOC was detected; at MW202R, only two

SVOCs were detected, both in Round 6; and at MW207, between 10 and 11 SVOCs were detected in

each of the three rounds. Caprolactam was detected for the first time in Round 6 and appeared in all of

the wells sampled.

W5203298F



IJg/L) was exceeded in MW207 (17.2 IJg/L) during Round 4, and in all three wells during Round 5, with

detections ranging from 10.7 IJg/L (MW207) to 27.9 (MW003R). For filtered metals samples, lead was

detected in all three rounds but concentrations did not exceed the GWQS. Cadmium levels in the filtered

samples exceed the GWQS (5 IJg/L) in MW003R at 21.2 IJg/L and in MW202R at 8.5 IJg/L in Round 5.

No other exceedances were recorded.

In summary, petroleum-related analytical results for downgradient wells rounds indicate a slight decrease

in the low level petroleum hydrocarbon groundwater contamination from Round 4 to Round 6. A number

of SVOCs not detected in the SSI were detected in the three later corrective action sampling rounds;

however, the overall number and concentration of SVOCs detected has decreased over the sampling

program, especially for MW207 from Rounds 3 to 6. Filtered and unfiltered lead concentrations were

higher in Rounds 4 through 6 than in the SSI; however, the lead concentrations decreased from Round 4

to Round 6. Cadmium levels exceed its GWQS in one Round 4 downgradient well sample and in all three

downgradient well Round 5 unfiltered samples. Only two of these four sample locations have filtered

samples with cadmium levels that exceed the cadmium GWQS. No cadmium exceedances were noted in

Round 6.
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Groundwater Elevations

Groundwater Quality

3.0 FINDINGS, CONCLUSIONS, AND RECOMMENDATIONS

The findings of the former Building 44 UST Site corrective action groundwater monitoring program are as

follows.

CT08093-1

FINDINGS3.1

Groundwater elevation measurements during Rounds 4 and 5 indicate that the groundwater flows away

from MW209, in the southwest portion of the site, to the northwest and northeast toward Narragansett

Bay. This groundwater flow direction is consistent with the groundwater pattern from Round 3 and slightly

different from the pattern observed during Rounds 1 and 2, which indicated flow originating at the source

area and moving north, east, and west of the tank locations. Groundwater elevations noted in Round 6

indicate that the area with the highest groundwater elevations has shifted to the southeast of the former

tank locations, instead of the southwest. This shift may reflect a change in surface water runoff patterns

due to site demolition and re-grading. The groundwater flow directions from all six sampling rounds

indicate that the current groundwater monitoring well network is sufficient to evaluate the potential for

contaminants migration from the former UST site.

The findings and conclusions -for Rounds 4 through 6 of corrective action groundwater monitoring

conducted from September 2002 to September 2003 at the former Building 44 UST Site at Naval Station

Newport are presented below. Recommendations regarding further site actions are also presented.

Observations made during the last two sampling events indicate that most of site flush-mount well covers

were damaged or impacted during other Gould Island remedial activities prior to the well modification

activities in August 2003. It is believed that these conditions allowed solids to enter some wells. During

Round 6 two wells were found to have excess solids deposition and in most of the wells high turbidity \

levels were observed in most of the samples. Attempts were made to mitigate these impacts by manually

redeveloping the wells prior to sampling. However, the Round 6 results for affected wells, and to a lesser

extent the Round 5 results for affected wells, may not be representative of the site groundwater quality.

The groundwater analytical data collected during Rounds 4 through 6 shows that contamination has

decreased from the first three sampling rounds and the 1997 SSI. As observed in Rounds 1 through 3,

exceedances of the GA groundwater standards were observed for five contaminants: benzo(a)pyrene;

W5203298F
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naphthalene; pentachlorophenol; cadmium; and lead. Levels of a sixth contaminant, mercury, also

exceeded the GWQS in the first three rounds but did not exceed the GWQS in Rounds 4 through 6.

The detection of naphthalene may be related to small amounts of residual oil that may be present at the

site, since this compound is a constituents of fuel oil. This is consistent with the low-level DRO-TPH

detections in all wells. The detection of benzo(a)pyrene and pentachlorophenol occurred after the

removal of the UST at Building 44 and placement of demolition debris in the UST tank locations. The

SVOC samples were not filtered prior to sampling and there is a possibility that for Round 6 these

detections as well as other SVOC detections, may be attributed to high turbidity levels of the samples.

Detections of both lead and cadmium were documented during the 1997 SSI. Cadmium levels were

detected at approximately the same levels as observed in the SSI, with the exception of Round 5, when

all unfiltered (total) and most filtered cadmium concentrations exceeded the GWQS. The cadmium

concentrations returned to low (below the GWQS) concentrations in Round 6. Concentrations of lead

detected in unfiltered total samples during Rounds 4 through 6 have decreased from the first three

rounds, but are within the range of concentrations noted in the SSI. However, dissolved (filtered) lead

concentrations are much lower than the total (unfiltered) concentrations, indicating that the lead

concentrations are related to tUrbidity in the samples.

Naphthalene was detected in the 1997 SSI at 200 IJg/L and has been detected in at least one source area

well in all six rounds with only four results at or above the GQWS (20 IJg/L). The maximum detection

occurred in Round 4 at a concentration of 68 IJg/L; however, the Round 5 and 6 samples from this well

had levels at or below 10 IJg/L. Overall naphthalene levels have decreased with no samples detected

above the GWQS in Rounds 5 and 6. The other two SVOC compounds, benzo(a)pyrene and

pentachlorophenol, were not detected during the SSI. Benzo(a)pyrene has been detected in most of the

source area samples collected in the last three rounds at low levels (2 to 4 IJg/L) that exceed its GWQS

(0.2 IJg/L). It has also been detected consistently in one downgradient well (MW207) at levels (1 to 9

IJg/L), also exceeding the GWQS. The only detection of benzo(a)pyrene in the upgradient well at 15 IJg/L

in Round 6 is appears to be an anomaly related to the surface water leakage into the well casing. This

situation has been corrected by conversion to a stick-up protective casing. Pentachlorophenol, has been

detected in upgradient, source area and downgradient wells with most detections recorded during

Rounds 1 through 3. Only one well had pentachlorophenol detections in Rounds 5 and 6 with the levels

at 9 and 25 IJg/L above the GWQS (1 IJg/L). Therefore, with the exception of this one well the overall

trend has been a decrease in detections of this compound.
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Based on Rounds 4 through 6 groundwater monitoring, the following conclusions have been made

regarding the former Building 44 UST Site corrective action.

The tank closure and corrective action activities were successful in removing petroleum-related

contamination at the former USTs. No free product was observed in these sampling events. Low level

DRO-TPH detections in the source and downgradient wells are not significantly different from the levels in

the upgradient (background) well.

Groundwater elevation measurements during Rounds 4 through 6 show that groundwater flows toward

the north and east through the former UST area. The groundwater flow directions for all of the sampling

rounds indicate that the current groundwater monitoring well network should provide sufficient data to

evaluate the potential for contaminants to migrate from the former UST area.

The elevated metal concentrations in unfiltered samples, as well as SVOC detections, may result from

suspended solids imparted to groundwater by fines in the debris fill or by solids that entered the

compromised wells prior to modification to stick-Up protective casing wells. The well modification should

prevent further impacts from surface solids entering the wells. However, the use of the bailer sampling

method is not appropriate for this situation as it causes disturbance to the well and the formation that

results in samples with excessive turbidity levels that are not representative of groundwater quality. The

CTOB093-3

CONCLUSIONS3.2

Even though the soil removal has resulted in a decrease in petroleum-related groundwater contamination,

five contaminants were found at levels exceeding the GWQS for GA areas in Rounds 4 through 6. The

five exceedances from Rounds 4 through 6 consist of three SVOCs (benzo(a)pyrene, naphthalene, and.

pentachlorophenol) and two metals (cadmium and lead). Detections of both metals and naphthalene

were documented during the 1997 SSI. Naphthalene concentrations have decreased in response to the

soil remediation. Benzo(a)pyrene and pentachlorophenol were not detected during the SSI. One

contaminant, mercury, exceeded the GWQS in the first three sampling rounds, but did not exceed the

GWQS in any of the wells in Rounds 4-6. Cadmium was detected at approximately the same levels in

Rounds 4 and 6 as observed in the SSI, but cadmium levels (filtered and unfiltered) were significantly

higher in all monitoring wells in Round 5 than in the SSI. Lead concentrations were detected in unfiltered

(total) samples at higher levels than found in the SSI in some downgradient wells. It should be noted that

for dissolved (filtered) samples, lead was either not detected or detected at concentrations that are much

lower than the total (unfiltered) concentrations, indicating that the lead concentrations are related to

turbidity in the samples.

W520329BF
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effects are more significant in a well that monitors a formation where fines are present and in a well that

has been impacted by solids deposition.

Based on the above findings and conclusions, it is recommended that the former Building 44 UST Site

corrective action groundwater monitoring be discontinued. The groundwater monitoring program has

shown that petroleum-related contamination is not entering the surficial aquifer; no further action is

necessary for the site.

In summary, the corrective action groundwater monitoring results shows that petroleum-related

contamination is not entering the surficial aquifer. As no free product was observed in these sampling

events product recovery efforts are not necessary. Of the five contaminants detected at levels exceeding

the GA GWQS only naphthalene, lead and cadmium were detected in the SSI. The detection of

benzo(a)pyrene and pentachlorophenol is not likely related to the former USTs. Furthermore, some of

the detections of these contaminants during Round 6 and possibly Round 5, may be attributed to high

turbidity in the some samples due to the compromised condition of the wells and the bailer sampling

method.

3.3

W5203298F

RECOMMENDATIONS

3-4 eTO 809

I
I
I
I
I
I
I
I
I,

I
I'
I
I
'I
I
I
I
I
I



I,

I
I
I
I
11

I
I
I'
I'
I
I
I
I
I
I,

I
I
I

REFERENCES

Brown & Root Environmental, 1997. Underground Storage Tank (UST) Site Investigation Report, Building

44 (Former Pump House) Gould Island. Naval Education and Training Center, Newport, Rhode Island.

November.

Rhode Island Department of Environmental Management, 1996. Rules and Regulations for Groundwater

Quality, Regulation 12-100-006. August.

Tetra Tech NUS, Inc. (ftNUS), 2002. Rounds 1 - 3 Corrective Action Groundwater Monitoring Report for

Former Building 44 (Pump House) UST Site. Naval Station Newport, Newport, Rhode Island. JUly.

TtNUS, 1999. Corrective Action Plan, Building 44 (Former Pump House) Gould Island. Naval Education

and Training Center, Newport, Rhode Island. January.



I
I
I
I
I
I
I
I,
I
I
I
I
I
I
I
I
I
I
I

TABLES



- - - - - - - - - - - - - - - - - - -
TABLE 2-1

MONITORING WELL SUMMARY
CORRECTIVE ACTION GROUNDWATER MONITORING

ROUNDS 1 - 6 (APRIL 2001 - SEPTEMBER 2003)
FORMER BUILDING 44 UST SITE

NAVSTA NEWPORT, NEWPORT, RHODE ISLAND

Monitoring Designated Round 1 Round 2 Round 3 Round 4 Round 5 Round 6
Wells!1} Corrective (4/19/01- (10/10/01- (412/02- (9/4/02- (3/5/03- (9/3/03- Comments

Action Well 4/20/011 10/11/01) 413/02) 9/5/021 3171031 9/4/031
Upgradient Wells

MW204/MW204R X X X X
MW204R Installed December 2000 - replaced MW204 destroyed during soil

X NS X remedIation. Not serviceable in round 5 due to surface water (concrete area runoff)
covering the well New protective casing installed August 2003

MW209 wi wi wi wi wi wi WI Repaired and redeveloped June 2001 New protective casing installed August 2003

Source Area Wells

MW001/MW001 R X X X X X X X MW001 R installed December 2000 - replaced MW001 destroyed during sOil
. remediation New protective casing installed August 2003

MW203R1MW203R X X X X X X X MW203R installed December 2000 - replaced MW203 destroyed during SOil
remediation. New protective casing installed August 2003.

MW205/MW205R X X X X X X X MW205R Installed December 2000 - replaced MW205 destroyed during soil
remediation. New protectIve casing Installed August 2003

Downgradient Wells

MW003/MW003R X NS X X X X X MW003R installed June 2001 - replaced MW003 destroyed dunng SOil remediation
New protective casing installed August 2003

MW201lMW201 R wi NS wi wi wi wi WI
MW201 damaged during soil remediation - abandoned and replaced by MA201 R In
June 2001 New protective casing installed August 2003

MW202/MW202R X NS X X X X X
MW202R installed June 2001 - replaced MW202 not serviceable In Round 1 due to
obstruction andlor damage. New protective casing installed August 2003

MW207 X X X X X X X Repaired June 2001. New protective casing installed August 2003.

MW20B wi NS NA NA NA NA NA Abandoned June 2001 - not replaced

MW206 wi wi wi wi wi wi WI Repaired June 2001 New protective casing Installed August 2003.

Total Wells Sampled 7 5 7 7 7 6 7

Notes.
(1 )
NS
wi
X
NA

W5203298F

R designates a replacement well at that location
not serviceable
water level measurement
groundwater sample collected
Not applicable

Tetra Tech NUS, Inc



TABLE 2-2
WELL CONSTRUCTION SUMMARY AND GROUNDWATER ELEVATIONS

CORRECTIVE ACTION GROUNDWATER MONITORING
ROUNDS 1 THROUGH 6

FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND

Round 3Round 2Round 1 Round 5 Round 6
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Well NO.1"

UPQradient wells

MW204R 2.0 I 40· 9.0 12211163 1509 82- 321 436 727 4.54 709 405 758 500 663 NA NA 810 6.99

MW206 20 I 40- 9.5 12.11 11.75 15.23 81 - 261 5.11 6.64 575 600 4.93 682 541 634 565 610 9.23 6.00

Source area wells

MW001R 20140-90 11.721 11.30 14.90 77- 271 395 735 4.2 7.10 371 759 465 665 500 630 809 681

MW203R 20145· 95 1281 12.44 1627 83 • 3.31 415 829 5.67 6.77 465 779 608 767 551 693 951 676

MW205R 2.0 I 40- 9.0 12.61 12.21 1554 8.6 - 3 61 4.93 728 5.1 711 463 7.58 5.54 667 5.95 626 882 672

Downaradient wells

MW003/MW003R 2 0 I 4.0 - 14.0 12.4 1205 1538 8.4 - 1 6 NA NA 6.21 5.84 527 6.78 6.08 597 640 5.65 991 5.47

MW201/MW201R 2.0 I 4.0 - 140 11 9 1149 1479 7.9- 2.1 NA NA 5.71 5.78 545 604 571 5.78 602 5.47 977 502

Mw202/MW202R 2 0 I 4.5 - 14.5 12.1 1172 1507 . 7.6 - 24 NA NA 6.6 5.12 604 568 6.08 564 639 5.33 1027 480

MW207 2.0 I 5.0 - 10.0 12.0 11.80 1483 70- 20 707 473 6.97 483 651 529 6.05 575 6.51 5.29 10.19 4.64

MW209 20 I 4.0 - 9.0 127 1248 1594 87- 3.7 5.14 7.34 621 627 462 7.86 4.90 758 483 765 970 624

Notes
(1) R designates a replacement well at that location
(2) Ground Surface Elev and MP Elev. based on June 2001 survey
(3) Wells modified on 8/18/03; water levels after 8/18/03 based on revised MP elevation
ft-MLW feet, based on mean low water elevation datum
NA not applicable - well not serviceable
feet bgs feet below ground surface
feet bpvc feet below PVC riser
MP measuring point (top of PVC riser)

W5203298F Tetra Tech NUS, Inc.
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TABLE 2·3
GROUNDWATER VOCS AND SVOCS ANALYTICAL SUMMARY
CORRECTIVE ACTION GROUNDWATER MONITORING ROUNDS 4 THROUGH 6
FORMER BUILDING 44 UST SITE,
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND

Monitoring Well MW204R (Upgradient) MW001 R (Source Area) MW203R (Source Area) MW205R (Source Area)
Round

4 6 4 5 6 4 5 6 4 5 6
Date Sampled GWaS PAL 9/5/2002 91312003 9/5/2002 3f7/2003 9/412003 91412002 31512003 91312003 9/512002 3f7/2003 91312003

Volatile Oraanic Analvsis IUGIlI

Acetone 5 U 5 U 5 U 56 U 21 5 U 6 U 5 U 5 U 5 U 5 U
Carbon Disulfide 5 U 5 U 5 U 5 U 5 J 5 U 5 U 5 U 5 U 5 U 5 U
Methvl Acetate 5 U 5 U 5 U 5 U 12 5 U 5 U 5 U 5 U 5 U 5 U
Toluene 1000 500 5 U 5 U 1 J 5 U 1 J 5 U 5 U 5 U 1 J 5 U 5 U
Semivolatile Oraanlc Analvsis (UGIlI

l,l'-Blohenvl 10 U 10 U 10 U NA 10 U 10 U NA 10 U 3 J' NA 10 U
2 4-Dlmethvlohenol 10 U 10 U 10 5 U 5 J 10 U 5 U 10 U 10 U 5 U 10 U
2-Methvlnaohthalene 10 U 10 U 2 J 5 U 1 J 10 U 5 U 10 U 7 J 1 J 10 U
2-Methvlohenol 10 U 10 U 2 J 5 U 1 J 10 U 5 U 10 U 10 U 5 U 10 U
4-Methvlohenol 10 U 10 U 26 9 12 10 UJ 5 U 10 U 10 U 5 U 10 U
Acenanhthene 10 U 4 J 6 J 2 J 3 J 10 U 5 U 10 U 15 9 4 J
Acetonhenone 10 U 10 U 2 J NA 10 U 10 U NA 10 U 10 U NA 10 U
Anthracene 10 U 7 J 3 J 5 U 2 J 10 U 5 U 10 U 3 J 2 J 10 U
Benzola)anthracene 10 U 18 10 U 2 J 5 J 10 U 5 U 2 10 U 3 J 2 J
Benzo(alovrene 0.2 0.1 10 U 15 10 U 2 J 4 J 10 U 5 U 2 10 U 2 J 2 J
Benzolb\f1uoranthene 1 J 23 10 U 3 J 6 J 1 J 5 U 2 10 U 4 J 2 J
Benzoln,h,llnervlene 10 U 8 J 10 U 5 U 2 J 10 U 5 U 1 10 U 5 U 10 U
Benzolklfluoranthene 10 U 9 J 10 U 1 J 3 J 10 U 5 U 1 10 U 2 J 1 J
blsl2-Ethvlhexvl\nhthalate 6 3 10 U 10 U 10 U 5 U 1 J 10 U 5 U 10 U 10 U 5 U 10 U
Caorolactam 10 U 5 J 10 U NA 14 10 U NA 7 10 U NA 5 J
Carbazole 3 J 5 J 16 J NA 5 J 10 U NA 10 U 34 J NA 1 J
Chrvsene 10 U 17 10 U 2 J 4 J 1 J 5 U 2 10 U 3 J 2 J
Dibenzola,hlanthracene 10 U 2 J 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Dlbenzofuran 10 U 2 J 2 J 5 U 1 J 10 U 5 U 10 U 9 J 4 J 2 J
Dlethvlohthalate 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U 2 J 2 J 10 U
Fluoranthene 2 J 35 2 J 4 J 8 J 3 J 2 4 3 J 7 5 J
Fluorene 10 U 4 J 2 J 5 U 1 J 10 U 5 U 10 U 12 7 1 J
Indeno(1,2 3-ed)ovrene 10 U 8 J 10 U 1 J 2 J 10 U 5 U 1 10 U 5 U 10 U
Nanhthalene "20 10 10 U 10 U 18 7 13 10 U 5 U 10 U 68 10 10 U
Pentachloronhennl 1 05 20 U 20 U 36 9 J 25 20 U 20 U 20 U 20 U 20 U 20 U
Phenanthrene 2 J 26 5 J 3 J 6 J 2 J 5 U 2 13 9 2 J
Phenol 10 U 10 U 230 . 85 96 10 U 5 U 10 U 3 J 5 U 10 U
Pvrene 1 J 30 J 1 J 4 J 7 J 2 J 2 4 2 J 6 4 J

Tetra Tech NUS, Inc.
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TABLE 2-3 (CONT.)
GROUNDWATER VOCS AND SVOCS ANALYTICAL SUMMARY
CORRECTIVE ACTION GROUNDWATER MONITORING ROUNDS 4 THROUGH 6
FORMER BUILDING 44 UST SITE,
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 20F2

MOnitoring Well MW003R IDownaradient} MW202R IDownaradient} MW2071Downcradient
Round 4 5 6 4 5 6 4 5 6
Date Sampled GWQS PAL 91412002 31712003 91412003 91512002 31512003 91412003 91512002 316/2003 91412003

Volatile Oraanie Analvsis IUGlLl

Acetone 5 U 6 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

Carbon Disulfide
.

U5 U 5 U 5 U 5 U 5 U 1 J 5 U 5 U 5

MethYl Acetate 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

Toluene 1000 500 5 U 5 U 2 J 5 U 5 U 9 5 U 5 U 5 U

Semivolatlle Oraanic Analvsis IUGILI

1,1 '-BiPhenYl 10 U NA 10 U 10 U NA 10 U 10 U NA 10 U

2,4-Dlmethvlphenol 10 U 5 U 10 U 10 U R 10 U 10 U 5 U 10 U

2-Methvlnanhthalene 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 5 U 10 U

2-Methvlohenol 10 U 5 U 10 U 10 U R 10 U 10 U 5 U 10 U

4-MethYlohenol 10 U 5 U 10 U 10 U R 10 U 10 U 5 U 10 U

Acenaohthene 10 U 5 U 10 U 1 J 5 UJ 10 U 5 J 5 U 10 U

Acetophenone 10 U NA 10 U 10 U NA 10 U 10 U NA 10 U

Anthracene 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 5 U 10 U

Benzolalanthracene 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 3 J 2 J

Benzolalovrene 0.2 01 10 U 5 U 10 U 10 U 5 UJ 10 U 1 J 3 J 1 J

Benzo(bIfIuoranthene 10 U 5 U 10 U 10 U 5 UJ 10 U 2 J 5 3 J

Benzo(a,h,lloeNlene 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 2 J 1 J

Benzo(klfluoranthene 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 2 J 1 J

bls(2·Ethvlhexvllnhthalate 6 3 10 U 5 U 10 U 10 U 5 UJ 2 J 10 U 5 U 10 U

Caorolactam 10 U NA 6 J 10 U NA 14 10 U NA 13

Carbazole 10 U NA 10 U 10 J NA 10 U 6 J NA 10 U

Chrvsene 10 U 5 U 10 U 10 U 5 UJ 10 U 1 J 4 J 2 J

Dlbenzo(a hlanthracene 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 5 U 10 U

Dlbenzofuran 10 U 5 U 10 U 2 J 5 UJ 10 U 4 J 5 U 10 U

Dlethvlohthalate 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 5 U 10 U

Fluoranthene 10 U 5 U 10 U 10 U 5 UJ 10 U 4 J 9 4 J

Fluorene 10 U 5 U 10 U 2 J 5 UJ 10 U 1 J 5 U 10 U

Indeno(1,2,3-edlovrene 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 2 J 1 J

Naphthalene 20 10 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U 5 U 10 U

Pentachloroohenol 1 05 20 U 20 U 20 U 20 U R 20 U 20 U 20 U 20 U

Phenanthrene 10 U 5 U 10 U 10 U 5 UJ 10 U 2 J 4 J 2 J

Phenol 10 U 5 U 10 U 10 U R 10 U 10 U 5 U 10 U

Pvrene 10 U 5 U 10 U 10 U 5 UJ 10 U 2 J 8 4 J

Notes'
MW204R not seNlceable dunng Round 5
Bold Italics - GA Groundwater Quality Standard (GWQS) exceeded; Italics - PreventIVe Action Limit (PAL) exceeded
NA not analyzed
U not detected
J quantltatlon approXImate
W detection limit approximate

W5203298F Tetra Tech NUS, Inc
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TABLE 2-4
GROUNDWATER GRO, DRO-TPH AND METALS ANALYTICAL SUMMARY
CORRECTIVE ACTION GROUNDWATER MONITORING ROUNDS 4 THROUGH 6
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND

Monitoring Well MW204R (Upgradient) MW001R (Source Area) MW203R (Source Area) MW205R (Source Area)

Round 4 6 4 5 6 4 5 6 4 5 6
Date Sampled GWQS PAL 91512002 91312003 91512002 31712003 91412003 91412002 315/2003 91312003 91512002 31712003 91312003

Gasoline Range Organic
Analvsis IUG/Ll

Gasoline Ranoe Oroanics 50 U 50 U 100 50 U 92 50 U 72 U 50 U 130 52 U 50 U
Total Petroleum Hydrocarbon
Analvsis IMG/Ll

Total Petroleum Hvdrocarbons 055 12 41 14 32 26 086 18 2.4 091 12

Metal Analvsis IUGIL\

AlumlOum 260 U NA 1690 NA NA 23600 NA NA 199 U NA NA

Arsenrc 50 25 30 U 30 U 40 J 139 U 67 U 12.2 30 U 30 U 30 U 58 UJ 3.0 U

Banum 2000 1000 110 104 996 151 108 243 322 404 75.9 889 738 U

Cadmium 5 25 20 U 070 U 20 U 13.0 1.0 J 20 U 24.7 1 1 2.0 U 17.2 0.70 U

Calcium 170000 NA 215000 NA NA 193000 NA NA 330000 NA NA

Chromium 100 50 30 U 29 J 30 U 124 67 J 325 72 17.4 30 U 88 25 J

Cobalt 30 U NA 30 U NA NA 131 NA NA 3.0 U NA NA

Copper 111 U NA 19.8 U NA NA 509 U NA NA 220 U NA NA

Iron 500 NA 1180 NA NA 39700 NA NA 2470 NA NA

Lead 15 75 26.6 109 J 112 168 140 J 91.9 136 34.1 27.0 26.0 17.1 J

Maaneslum 26600 NA 3940 NA NA 17000 NA NA 28800 NA NA

Manaanese 319 NA 438 NA NA 636 NA NA 106 NA NA

Mercury 2 1 014 U 014 U 031 0.37 047 014 U 012 U 013 U 014 U 0.13 U 019 J

Nickel 100 50 35 NA 24.2 NA NA 312 NA NA 60 NA NA

Potassium 44900 NA 317000 NA NA 162000 NA NA 129000 NA NA

Silver 20 U 2.0 UJ 20 U 20 U 20 UJ 2.0 U 20 U 2.0 UJ 20 U 20 U 20 UJ

Sodium 349000 J NA 516000 J NA NA 1580000 J NA NA 253000 J NA NA

Thallium 2 1 40 U NA 40 U NA NA 40 U NA NA 40 U NA NA

Vanadium 3.7 J NA 578 NA NA 394 NA NA 11.5 NA NA

ZIOC 321 NA 101 NA NA 129 NA NA 118 NA NA
Dissolved Metal AnalysIS
(UG/L\

ArseniC 50 25 30 UJ 30 U 34 J 58 UJ 30 U 3.0 UJ 30 U 30 U 30 UJ 30 U 3.0 U

Banum 2000 1000 102 92.0 U 723 752 756 U 147 319 362 643 478 695 U

Cadmium 5 2.5 20 U 070 U 20 U 10.3 070 U 20 U 25.0 053 20 U 14.3 070 U

Calcium 176000 NA 187000 NA NA 175000 NA NA 315000 NA NA

Chromium 100 50 3.0 U 0.74 J 30 U 083 UJ 060 U 30 U 060 U 060 U 30 U 0.87 UJ 1.0 J

Cobalt 30 U NA 3.0 U NA NA 3.0 U NA NA 30 U NA NA

Iron • 350 U NA 803 U NA NA 350 U NA NA 83.1 U NA NA

Lead 15 75 86 9.7 130 4.0 U 40 U 77 4.0 U 40 U 150 40 U 40 U

Maaneslum 26000 NA 2430 NA NA 8640 NA NA 2nOO NA NA

Manaanese 327 NA 30 UJ NA NA 177 NA NA 904 NA NA

Nickel 100 50 32 U NA 22.2 NA NA 26 U NA NA 47 NA NA

Potassium 40400 NA 307000 NA NA 158000 NA NA 124000 NA NA

Sodium 337000 J NA 506000 J NA NA 1560000 J NA NA 266000 J NA NA

Vanadium 31 J NA 47.4 NA NA 3.0 U NA NA 37 J NA NA

Zinc 18.0 NA 8.0 U NA NA 80 U NA NA 80 U NA NA

Tetra Tech NUS, Inc.
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TABLE 2-4 (CONT.)
GROUNDWATER GRO, DRO-TPH AND METALS ANALYTICAL SUMMARY
CORRECTIVE ACTION GROUNDWATER MONITORING ROUNDS 4 THROUGH 6
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE20F2

Monitoring Well MW003R (DownQradientl MW202R (DownQradientl MW207 (Downc radient
Round

4 5 6 4 5 6 4 5 6
Date Sampled GWaS PAL 91412002 31712003 91412003 915/2002 3/5/2003 91412003 915/2002 31612003 91412003

Gasoline RanQe OrQanic Analvsis lUGlLI

Gasoline Ranae Oraanlcs 48 53 U 50 U 150 72 UJ 55 88 50 U 50 U

Total Petroleum Hvdrocarbon Analvsis lMGlLl

Total Petroleum Hvdrocarbons 18 050 U 090 35 059 23 23 0.65 11

Metal Analysis (UGILI

Aluminum 3680 NA NA 423 U NA NA 26000 NA NA

Arsenic 50 25 3.0 U 160 U 30 U 30 U 441 30 U 110 89 30 U

Banum 2000 1000 690 212 830 90.2 255 163 335 186 187

Cadmium 5 2.5 20 U 27.9 070 U 20 U 20.8 070 U 17.2 10.7 24

Calcium 294000 NA NA 309000 NA NA 274000 NA NA

Chromium 100 50 54 395 117 J 3.0 U 33.0 6.9 J 326 168 3.8 J

Cobalt 230 NA NA 30 U NA NA 206 NA NA

CODDer 13.5 U NA NA 2.0 U NA NA 924 NA NA

Iron 8110 NA NA 6540 NA NA 67100 NA NA

Lead 15 7.5 21.1 26.3 102 J 17.0 112 12.1 J 3580 777 104 J

Maaneslum 27600 NA NA 58600 NA NA 48500 NA NA

Manaanese 6730 NA NA 1390 NA NA 6040 NA NA

Mercury 2 1 0.14 U 012 U 016 U 014 U 012 U 015 U 079 038 015 U

Nickel 100 50 116 NA NA 2.4 U NA NA 27.4 NA NA

Potassium 160000 NA NA 156000 NA NA 103000 NA NA

Sliver 20 U 20 U 2.0 UJ 20 U 20 U 2.0 UJ 5.0 20 U 2.0 UJ

Sodium 464000 NA NA 616000 J NA NA 804000 J NA NA

Thallium 2 1 4.0 U NA NA 40 U NA NA 4.3 J NA NA

Vanadium 99 NA NA 30 U NA NA 26.5 NA NA

ZinC 160 NA NA 80 U NA NA 2070 NA NA

Dissolved Metal Analvsis lUGlLl

ArseniC 50 25 22 3.0 U 3.0 U 30 UJ 30 U 30 U 30 UJ 5.2 UJ 3.0 U

Banum 2000 1000 594 126 587 U 791 89.5 156 188 574 144

Cadmium 5 25 20 U 21.2 070 U 20 U 8.5 070 U 20 U 4.6 070 U

Calcium 279000 NA NA 317000 NA NA 265000 NA NA

Chromium 100 50 30 U 0.60 U 060 U 3.0 U 060 U 060 U 30 U 066 UJ 060 U

Cobalt 162 NA NA 30 U NA NA 98 NA NA

Iron 336 NA NA 2650 NA NA 26800 NA NA

Lead 15 7.5 130 40 U 40 U 14.8 40 U 40 U 133 4.0 U 40 U

Maaneslum 26000 NA NA 61700 NA NA 46400 NA NA

Manaanese 5610 NA NA 1500 NA NA 5430 NA NA

Nickel 100 50 60 NA NA 1.6 U NA NA 46 NA NA

PotassIUm 146000 NA NA 154000 NA NA 103000 NA NA

Sodium 370000 NA NA 67600 J NA NA 856000 J NA NA

Vanadium 3.0 U NA NA 30 U NA NA 30 U NA NA

ZinC 8.0 U NA NA 80 U NA NA 449 NA NA

Notes
MW204R not serviceable dunng Round 5
Bold Itahcs - GA Groundwater Quahty Standard (GWQS) exceeded. Itahcs - Preventive Action limit (PAL) exceeded
NA not analyzed
U not detected
J quantltatlon approXImate
UJ detection hmlt approximate

Tetra Tech NUS. Inc.
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APPENDIX A

MONITORING WELL MODIFICATION ACTIVITIES REPORT



Dear Mr. Helland:

August 25,2003

C-NAVY-08-03-1648W

Project Number N2842

CLEAN Contract No. N62467-D-94-0888
Contract Task Order 809

Former Building 44 UST Site (Gould Island)
Monitoring Well Modification Activities
Corrective Action Groundwater Monitoring

TETRA TECH NUS, INC.
55 jonspin Road • Wilmington. MA 01887-1020
Tel 978.658.7899 • Fax 978.658.7870· www.tetratech.com.

Subject:

Mr. Brian Helland
Remedial Project Manager
Northern Division
Engineering Field Activity Northeast
10 Industrial Highway, Mail Stop #82
Lester, Pennsylvania 19113

Reference:

The former Building 44 UST Site is located on the northern end of Gould Island, which is located in the
east passage of Narragansett Bay, approximately 1.5 miles off Middletown, Rhode Island. TtNUS
previously performed a site investigation (SI) of the groundwater and soil petroleum hydrocarbon
contamination at this former location of seven underground storage tanks and is conducting semi-annual
groundwater monitoring as part of the corrective action. All ten monitoring wells were originally installed
with flush mount covers due to the frequent demolition activity on Gould Island.

This letter presents a summary of monitoring well modification activities performed by Tetra Tech NUS
(TtNUS) in August 2003 at the former Building 44 UST Site at Naval Station Newport (NAVSTA Newport)
at the direction of the Engineering Field Activity ~ortheast Naval Facilities Engineering Command (EFA
Northeast). During this activity ten wells at the site were converted from flush-mount covers to stiCk-up
protective casing.

The wells at the location of the former Building 44 UST Site were converted from flush-mount cov r
wells to stiCk-Up protective casing wells on August 19, 2003 by TtNUS's subcontractor, Geosearch, Inc.
A TtNUS geologist supervised the activities. The well modification consisted of removing the existing
road box and protective casing, extending the existing PVC riser, installing a new stickup protective
casing and installing a new surface seal. The new protective casing, equipped with a lockable cov r,
was installed to a depth of approximately 2 feet below ground surface and approximately 3 feet above
ground surface. The 2-inch PVC well riser was extended by approximately 2 feet above the ground
surface using a coupling. The PVC extension was measured to calculate the elevation of the top of the
riser pipe. The adjusted well riser pipe top elevations (measuring point) are provided in the attached
Table 1. All wells were secured with keyed-alike locks.
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("R=) TETRA TECH NUS. INC.

Mr. Brian Helland
Remedial Project Manager
August 25, 2003
Page 2 of2

If you have any comments or questions on this transmittal, please contact me.

Very truly yours,

mes R. Forrelli, P.E.
roject Manager

JRF/rp

Enclosures

c: A. Sylvester, NAVSTA Newport (w/encl.)
J. Trepanowski/G. Glenn, TtNUS (w/encl.)
File N2842-3.2 w/o enc.lN2842-C8.0 (w/encl.)
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TABLE 1
ADJUSTED MONITORING WELL RiSER PIPE TOP (MEASURING POINT) ELEVATIONS

CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE

NAVAL STATION NEWPORT, NEWPORT, RHODE ISLAND

Ground Surface Original MP Elev. 8/19/03
Well No. (1) Elev. (ft-MLW) (2) MP Elev.

(ft-MLW) (2) (ft-MLW)(3)
Upgradient wells

MW203R 12.8 12.44 16.27
MW204R 12.2 n 11.63 15.09/

MW209 12.7 12.48 15.94
Source area wells

MW001R 11.7 11.30 14.90
MW205R 12.6 12.21 15.54

Downaradient wells
MW003R 12.4 12.05 15.38
MW201R 11.9 11.49 14.79
MW202R 12.1 11.72 15.07
MW206 12.1 11.75 15.23
MW207 12.0 11.80 14.83

Notes:
All wells installed with 2-inch diameter PVC riser.
MW208 was previously abandoned and not replaced.
All wells were converted from flush-mount cover wells to stick-up protective casing wells on August 19, 2003.
(1) "R" designates a replacement well at that location.
(2) Ground Surface Elev. and Original MP Elev. based on June 2001 survey.
(3) 8119/03 MP Elev. based on riser extension measurements.
MP measuring point (top of PVC riser)
ft-MLW elevation in feet based on mean low water elevation datum
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PAdE: 1 OF 1

TETRA TECH NOS, INC.OVERBURDEN MONITORING WELL CONSTRUCTION LOG

3.2

3.4

PROJECT NO: N0288-1072 (CTO 143)

WELL NO: MWOOJ R

BORING NO: SBOOIR----------1
BORING LOCATION:

Source Area

'--M---- LENGTH OF PROTECTIVE CASING ABOVE
GR0t!ND SURFACE (Pt.)

r-......---- LENGTH OF RISER PIPE ABOVE GROCND
SURFACE (Ft. I

PROJECT NAME: Fmr. Bldg. 44 UST Site Corrective Action OW Monitoring

~ROJE~ LOCATION: Naval Station Newport, Rhode Island

CLIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Co., E. Providence, RI DRILLERl:·...r.p:.llawuI1.1..&;BurS<iesc~jall- _

LOGGED BY: M Healey DATE: 12119/00
CHECKED BY: J. Lambert dL" DATE: -S'-2-0'-0-3-(-re-v-is-e-d-l-o-g-)----

ELEVATION TOP OF 14.90
RISER PI.r:.PEIiI- _

ELEVATION TOP OF PROTECTIVE
CASING 15.1

I
I
I
I
I

cement

4

18
1.5

DEPTH BOTTOM OF DRAIN LAYER (Ft.)

2.5

TYPE OF SEAL
Bentonite

SEAL (Ft. ) 3.0

DEPTH TOP OF PERVIOUS SECTION (Ft. )
4.0

DIAMETER OF BOREHOLE (In. ) 4.0

TYPE OF PERVIOUS SECTION
PVC

TYPE OF OPENINGS 0010

PERVIOUS SECTION (In. II .0. : 2 0.0.: 23/8

TYPE OF FILTER PACK AROUND 20-30 Sand
PERVIOUS SECTION

9.0 •
DEPTH BOTTOM OF PERVIOUS SECTION (Ft. I

DEPTH BOTTOM OP FILTER PACK (Ft.) 10.0

TYPE OF BACKFILL BELOW FILTER PACK NLA

10.0
END OF BORING(Pt.)

TYPE OP SURFACE SEAL

1::==;1+-- OIA. SURFACE SEAL BGS (In.)

.- DEPTH TO BOTTOM OF SURFACE SEAL (Ft. I

...~-- :I.O. OF PROTECTIVE CASING (In.)

....+--- TYPE OF PROTECTIVE CASING . 5 5 It standpipe

IC-+--- DEPTH BOTTOM OF PROTECTIVE CASING (Ft .11-=2;;...1=-- _

2.5

....~--- RISER PIPE (In. I I •OLe':.......2 0.0.: 2318

PVCklf'~--- TYPE OF RISER PIPE

1'·4:1---- TYPE OF BACKFILL AROUND RISER PIPE

Not s:
R placement for MWOO1
Repaired Jun 2001
Surv yed 8/29101
Log revised to show modification
from flush-mount cover to stick-up
protective casing on 8119/03
EI vati n f riser pipe calculated
from field measurement

SAND DRAIN LAYER

GROUND
ELEVATION ~1~1"'_.7!..._ ;=I

I
I

I

I

I
I

I
I
I
I
I

GENERAL NOTE:

1. Entry of 0.00 for Ground Elevation. Elev. Top of Riser Pipe & Elev. Top of Protective Casing
Indicates that Surveyed Ground Elevation Not Available.

I
TtNUS Form 0059



OVERBURDEN MONITORING WELL CONSTRUCTION LOG TETRA TECH NUS, INC. I

PAGE: 1 OF 1

PROJECT NAME: Frmr. Bldg. 44 UST Site Corrective Action GW Monitoring

PROJECT LOCATION: Naval Station Newport, Rhode Island

CLIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Col., E. Providence. RI DRILLER..:..'....p...au...I....BY.l,lre...scDUlja"'---- _

LOGGED BY: M Healey DATE:6/18/01

CHECKED BY: J. Lambert~ DA'l'E :-8/-2-0-'03-(-r-ev-i-s-ed-lo-g-)----

PROJECT NO: N0288-I902 (CfO 143)
WELL NO: ....MWr.&...L...,OO.......3....R.....-.

1

BORING NO: SBOO3R----------1
BORING LOCATION:

Downgradient - Northwest

I

I

I
I

2.98

,..--'1+--- LENGTH OF PROTECTIVE CASING ABOVE
GROUND SURF!\-CE . (Ft. )

...-~---- LENGTH OF RISER PIPE ABOVE GROUND
SURFACE (Ft.)

ELEVATION TOP OF 15.38
RISER PIP""E'-- _

ELEVATION TOP OF PROTECTIVE
CASING 156

GROUND
ELEVATION 12.4

SAND DRAIN LAYER

TYPE OF SURFACE SEAL

E:J+-- DIA. SURFACE SEAL 8GS (In.)

.-- DEPTH TO BOTTOM OF SURFACE SEAL (Ft.)

...+--- 1.0. OF PROTECTIVE CASING (In.)

14-+--- TYPE OF PROTECTIVE CASING

cement
18
1.5
4

5 5 It standpipe

I
I
I

I

I

I
I

I
I

I
I

2.5

3

14

15

N1A

N/A

Bentonite
(Ft.)

SEAL (Ft.)

....+--- DEPTH BOTTOM OF PROTECTIVE CASING (Ft.),-:;;2;;..3~ _

2.5

klF'tt--- TYPE OF RISER PIPE

I'..'~--- TYPE OF BACKFILL AROUND RISER PIPE

.-- DEPTH BOTTOM OF DRAIN LAYER (Ft.)

k4-4--- RISER PIPE (In.) 1.0....:......2 0.0.: 23/8

PVC

4
~,.f..-.-t--- DEPTH TOP OF PERVIOUS SECTION (Ft.) _

14---- DIAMETER OF BOREHOLE (In.) 4
Schedule 40 PVC1"-+--- TYPE OF PERVIOUS SECTION

1-....--+--- TYPE OF OPENINGS _0u.s.0u1.....O'-- _

...'-1---- PERVIOUS SECTION (In.!r .0.....:i........:2~ 0.0. : 2318

..-t--- TYPE OF FILTER PACK AROUND Sand
PERVIOUS SECTION ---------

141+-t--- TYPE OF BACKFILL BELOW FILTER PACK

'=~.._+--- DEPTH BOTTOM OF PERVIOUS SECTION (Ft.)

L...L.....l-J.......JL...-L~--END OF BORING (Ft. )

h--.--,--,;--r-t4-- DEPTH BOTTOM OF FILTER PACK (Ft.)

N t s:
R placement for MW003
Repaired June 2001
Surveyed 8/29101
Log revised to shoe modification
from flush-mount cover to stick-up
protectiv ca ing on 8119/03
EI vatl n of riser pipe calculated
fr m field measurement
M difications indicated by bold font

I
GENERAL NOTE:

1. Entry of 0.00 for Ground Elevation, Elev. TOp of Riser Pipe & Elev. TOp of Protective Casing
Indicates that Surveyed Ground Elevation Not Available. I

TtNUS Form 0059 I



2.89

3.0

BORING LOCATION:

Downgradient - Northeast

BORING NO: _S_B_2_01_R
1

TETRA TECH NUS, INC.

PROJECT NO: N0288-1902 (CfO 143)

WELL NO: MW201 R

r--......--- LENGTH OF PROTECTIVE CASING ABOVE
GROUND SURFACE (Ft.)

_ ......---- LENGTH OF RISER PIPE ABOVE GROUND
SURFACE (Ft.)I ELEVATION TOP OF 14.79

RISER Pla::Ps..E _

I OVERBURDEN MONITORING WELL CONSTRUCTION LOG

PROJECT NAME: Fnnr. Bldg. 44 UST Site Corrective Action GW MonitoringI "ROJECT LOCATION: Naval Station Newport, Rhode Island

~IENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

I
CONTRACTOR: Guild Drilling Col., E. Providence, RI DRILLER· paul Brescia

LOGGED BY: G. Sturgeon DATE: 6/15/01
CHECKED BY: J. Lambert £ DATE :-S/-2-0/-0-3-(-re-VJSe-'-d-Io-g-)-----

I ~=====================================P=AG=E=:=l=O=F=~l
ELEVATION TOP OF PROTECTIVE
CASING 14.9

cement

4

55ft standpipe

18
1.5

TYPE OF SURFACE SEAL

J:::::::::J+--- DIA. SURFACE SEAL BGS (In.)

1=~~4__-- DEPTH TO BOTl'OM OF SURFACE SEAL (Ft'.)

...+--- I.D. OF PROTECTIVE CASING (In.)

"'-i--- TYPE OF PROTECTIVE CASING

SAND DRAIN LAYERI
I
I GROUND

ELEVATION ~1...,1.""9 ____,0==1

15

N/A

001

2.0

15

14

2.5

Bentonite

..

--- TYPE OF SEAL

....-- DEPTH BOTTOM OF SEAL (Ft.)

....+--- DEPTH BOTTOM OF PROTECTIVE CASING (Ft. )1-"'2;.;;.5"-- _

2.0DEPTH BOTTOM OF DRAIN LAYER (Ft.)

k4'rr--- RISER PIPE (In.) I.D .......: ....2 O.D.: 23/8

PVCh"-d---- TYPE OF RISER PIPE

1,·0lI:f---- TYPE OF BACKFILL AROUND RISER PIPE

....-- DEPTH TOP OF SEAL (Ft.)

1_-+--- PERVIOUS SECTION (In.!r.D........: ....;2=-- O.D.; 2318

~--- TYPE OF FILTER PACK AROUND 00 sand
PERVIOUS SECTION ---------

14++--- TYPE OF BACKFILL BELOW FILTER PACK

~;,.-+--- DEPTH BOTTOM OF PERVIOUS SECTION (Ft.)

4.5
~f4--+--- DEPTH TOP OF PERVIOUS SECTION (Ft.) _

1+--- DIJIMETER OF BOREHOLE (In.) 4.0
Schedule 40 PVC...-+--- TYPE OF PERVIOUS SECTION

I-of--+--- TYPE OF OPENI:NGS

LJ...-I-..L.-J---l.....J4-- END OF BORING (Ft. )

h--'-T'"""l~-/4-- DEPTH BOTTOM OF FILTER PACK (Ft.)

Not s:
Replac ment for MW201
Repaired June 2001
Surveyed 8129/01
Log revised to show modification
from f1ush-m unt cover to stlck-up
pr tectlve aslng on 8/19/03
Elevation of riser pipe calculated
fr m fi Id measurement
Modifications indicated by bold font

I
I

I
GENERAL NOTE:

I 1. Entry of 0.00 for Ground Elevation, Elev. Top of R1ser Pipe & Elev. Top of Protective Casing
Indicates that Surveyed Ground Elevation Not Available.

I TtNUS Fonn 0059



PAGE: 1 OF I

TETRA TECH NUS, INC.

BORING NO: _S_B_2_02_R
1 I

I

I

I
I

2.97

3.1

BORING LOCATION:

Downgradient - North

PROJECT NO: N0288-1902 (CfO 143)

WELL NO: MW202R

,.....-......--- LENGTH OF PROTECTIVE CASING ABOVE
GROUND SURFACE (Ft.)

,......,... LENGTH OF RISER PIPE ABOVE GROUND
SURFACE (Ft.)

ELEVATION TOP OF
RISER Plc;.PEa- l_S_._07 _

ELEVATION TOP OF PROTECTIVE
CASING 15.2

PROJECT NAME: Frmr. Bldg. 44 UST Site Corrective Action OW Monito~ng

PROJECT LOCATION: Naval Station Newport, Rhode Island

.LIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Col., E. Providence, RI DRILLER:":'·.J:PJlaJluLIB.uJJre...s~c.JJiall- _

LOGGED BY: O. Sturgeon DATE :;:.6.:....:11.:....:4.:....:/0.:....:1 _

CHECKED BY: J. Lambert Jf{: DATE: 8120/03 (revised log)

OVERBURDEN MONITORING WELL CONSTRUCTION LOG

I

I
I

I

I

I
I
I

I

cement

4

18

55ft standpipe

1.5

(Pt.) 2.4
2.5

DEPTH BOTTOM OF DRAIN LAYER (Ft.)

TYPE OF BACKFILL AROUND RISER PIPE

(Ft.) 2.5

TYPE OF SEAL
Bentonite

SEAL (Ft.) 3.5

4.5
DEPTH TOP OF PERVIOUS SECTION (Ft.)

DIAMETER OF BOREHOLE (In. ) 4.0
Schedule 40 PVC

TYPE OF PERVIOUS SECTION

TYPE OF OPENINGS 001

PERVIOUS SECTION (In. >r .0. : 2 0.0.: 23/8

TYPE OF FILTER PACK AROUND 00 sand

PERVIOUS SECTION

DEPl'H BOTTOM OP PERVIOUS SECTION (Pt.) 14.5

~+--- DEPTH BOTTOM OF PROTECTIVE CASING

TYPE OF SURFACE SEAL

E'='l+-- OIA. SURFACE SEAL 8GS (In.)

.....+--- 1.0. OF PROTECTIVE CASING (In.)

~~-- TYPE OF PROTECTIVE CASING

1=='14-- DEPTH TO BOTTOM OP SURPACE SEAL (Pt.)

hI>~--- TYPE OF RISER PIPE

...~--- RISER PIPE (In.) 1.0 ....:i....-<2"-- 0.0.: 2 3/8

PVC

Not s:
Replacem nt for MW202
Repaired Jun 2001
Surv yed 8/29101
Log revised t show modification
from flush-mount cover to stick-up
protective casing on 8/19103
EI vatlon of rI er pipe calculated
from field measurement
Modifications indicated by bold font

SAND DRAIN LAYER

GROUND
ELEVATION ~12~.~1 =='

h--r-TO,....,...~-- DEPTH BOTTOM OF FILTER PACK (Ft.)

14+4--- TIPE OF BACKFILL BELOW FILTER PACK

LL...L-.L...J-L...I4-- END OF BORING (Ft. )

15

NLA

15

I
I
I

GENERAL NOTE:

1. Entry of 0.00 for Ground Elevation, Elev. Top of Riser Pipe & Elev. Top of Protective Casing
Indicates that Surveyed Ground Elevation Not Available. I

TtNUS Form 0059
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35

3,4

cement

4

1.5

3.0

5 5 It standpipe

2.2

18

10.0'

0010

10.0

NLA

9.5

Bentonite

PAGE: 1 OF 1

BORING LOCATION:

Source Area

BORING NO: _S_B_2_0_3R
1

TETRA TECH-NUS, iNC.

PROJECT NO: N0288-1072 (CfO 143)

WELL NO: MW203R

--- TYPE OF SEAL

.....-- DEPTH BOTTOM OF SEAL (Ft.)

TYPE OF SURFACE SEAL

E='I4--- DIA. SURFACE SEAL, BGS (In.)

....4--- DEPTH BOTTOM OF PROTECTIVE CASING (Ft. ),-=.2 _

2.2

F~·,,__-- DEPTH TO BOTTOM OF SURFACE SEAL (Ft.)

'-'4--- I.D. OF PROTECTIVE CASING (In.)

"'4--- TYPE OF PROTECTIVE CASING

,"'.J--- TYPE OF BACKFILL AROUND RISER PIPE

.....-- DEPTH TOP OF SEAL (Ft.)

........+---- TYPE OF RISER PIPE

DEPTH BOTTOM OF DRAIN LAYER (Ft.)

k.+tt--- RISER PIPE (In.) I.D.......:"'2'-- O.D.: 23/8

PVC

PERVIOUS SECTION (In.!I.D........:_2=- 0.0.: 2318

+1---- TYPE OF FILTER PACK AROUND 20-30 sand
PERVIOUS SECTION

~-+--- TYPE OF BACKFILL BELOW FILTER PACK

,..--,....--- LENGTH OF PROTECTIVE CASING ABOVE
GROUND SURFACE (Ft.)

,........ LENGTH OF RISER PIPE ABOVE GROUND
SURFACE (Ft.)

I:=;.I....H--- DEPTH BO'l"l'OM OF PERVIOUS SECTION (Ft.)

4,5
t--f...-+--- DEPTH TOP OF PERVIOUS SECTION (Ft.) _

14--- DIAMETER OF BOREHOLE (In.) 4.0
......-+--- TYPE OF PERVIOUS SECTION PVC

1-..---1---- TYPE OF OPENINGS

L...L......L...J......J'--l.Je4-- END OF BORING (Ft • )

h--;"..,--,......,r-!-ot--- DEPTH BOTTOM OF FILTER PACK (Ft.)

16.27

12.8

Notes:
Repla m nl for MW203
Repaired Jun 2001
Surv yed 8/29101
L g r vised 10 show modification
from flush-mount cover to stick-up
protective casing on 8119103
Elevati n of riser pipe calculated
fr m field measurement
Modifications indicated by bold font

SAND DRAIN LAYER

GENERAL NOTE:

I
ELEVATION TOP OF
RISER PIPE

I GROUND
ELEVATION

I

I
I

I ELEVATION TOP OF PROTECTIVE
CASING 16.44

I
OVERBURDEN MONITORING WELL CONSTRUCTION LOG

PROJECT NAME: Frmr. Bldg. 44 UST Site Corrective Action OW Monitoring

PROJECT LOCATION: Naval Station Newport, Rhode IslandI ..:LIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Col.. E. Providence. RI DRILLER~·..a;:P-'lal.lOulJ..I ....BurJ<,es;:uc....iall- _

I LOGGED BY: M. Healey DATE:.:.I.:;.2fl-=21:...;0:...;O=-- _

CHECKED BY: J. Lambert 'it-- DATE:8120/03 (revised log)

1. Entry of 0.00 for Ground Elevation, Elev. Top of Riser Pipe ~ Elev. Top of Protective Casing
Indicates that Surveyed Ground Elevation Not Available.

TINUS Form 0059
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I
I
I
I
I
I
I
I

I
I

I
I

I
I

I

I
I

TETRA TECH NUS INCOVERBURDEN MONITORING WELL CONSTRUCTION LOG • .
f PROJECT NAME: Frmr. Bldg. 44 UST Site Corrective Action OW Monitoring PROJECT NO: N0288-1072 (CfO 143)

WELL NO: MW204R':IROJECT LOCATION: Naval Station Newport, Rhode Island

CLIENT: Engineering Field Activity Northeast. Naval Facilities Engineering Command BORING NO: SB204R

CONTRACTOR: Guild Drilling Col., E. Providence, R1 DRILLER' Paul Brescia BORING LOCATION:

Upgradient
M. Healey DATE: 12118/00LOGGED BY:

J.Lambert 1'(" DATE: 8120/03 (revised log)CHECKED BY:
PAGE: 1 OF 1

ELEVATION TOP OF PROTECTIVE
CASING 1S 2S I I

LENGTH OF PROTECTIVE CASING ABOVE
1 GROUND SURFACE (Ft.) 3.0

ELEVATION TOP OF - .-
15.09 LENGTH OF RISER PIPE ABOVE GROUND

RISER PIPE SURFACE (Ft.) 2,85

GROUND
12.2ELEVATION

I
TYPE OF SURFACE SEAL cement

~
DIA. SURFACE SEAL BGS (In. ) 18

~ .. DEPTH TO BOTTOM OF SURFACE SEAL (Ft.) 1.5

I.D. OF PROTECTIVE CASING (In.)
4

SAND DRAIN LAYER

TYPE OF PROTECTIVE CASING S S ft standpipe

DEPTH BOTTOM OF PROTECTIVE CASI:NG (Ft.) 2.5

~
.. DEPTH BOTTOM OF DRAIN LAYER (Ft. )

2.5

~
RISER PI:PE (In.) I.D.: 2 O.D.: 23/8

~ ~ PVC

~ SS
,TYPE OF RISER PIPE

~ ~
TYPE OF BACKFILL AROUND RISER PIPE -

Notes: DEPTH TOP OF SEAL (Ft.) 2.5

I"R placem nt for MW204 Bentonite
Repaired June 2001 TYPE OF SEAL

Surv yed 8/29/01
DEPTH BOTTOM OF SEAL (Ft. ) 3.0

Log revi ed t show modification
from flush-mount cover to stick-up 4.5

DEPTH TOP OF PERVIOUS SECTION (Ft .)
protective casing on 8/19103 - 4.0
EI vatIon of riser pipe calculated - DIAMETER OF BOREHOLE (In.)- PVC
from field m asurement - TYPE OF PERVIOUS SECTION

Modifications Indicated by bold font - TYPE OF OPENINGS 0010--
- PERVIOds SECTION (In ·II .D. : 2 0.0.; 23/8
- 20-30 sand- TYPE OF FILTER PACK AROUND-- PERVIOUS SECTION- 9.0

DEPTH BO'lTOM OF PERVIOUS SECTION (Ft.)

DEPTH BOTTOM OF FILTER PACK (Ft.) 10.0

TYPE OF BACKFILL BELOW FILTER PACK NLA

10.0'
END OF BORING (Ft. )

-

GENERAL NOTE:

1. Entry of 0.00 for Ground Elevation. Elev. Top of Riser Pipe & Elev. Top of Protective casing
Indicates that Surveyed Ground Elevation Not Ava1lable.

TtNUS Fonn 0059 I



TETRA TECH NUS, INC.

PROJECT NO: N0288·1072 (CfO 143)

WELL NO: bAVV20SR

BORING NO: SB205R----------1
BORING LOCATION:

Source Area

PAGE: 1 OF 1

2.94

32
r--w---- LENGTH OF PROTECTIVE CASING ABOVE

GROUND SJlRFACE (Ft.)
,......,... LENGTH OF RISER PIPE ABOVE GROUND

SURFACE (Ft.)

I ELEVATION TOP OF PROTECTIVE
CASING 15.8

I ELEVATION TOP OF 15.54
RISER PI"'PE"'- _

I

II OVERBURDEN MONITORING WELL CONSTRUCTION LOG

PROJECT NAME: Fnnr. Bldg. 44 UST Site Corrective Action GW Monitoring

PROJECT LOCATION: Naval Station Newport, Rhode Island

CLIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Col.. E. Providence. RI DRILLER:':'·.LP.J:IaJ.lu)LB.LLI.Jre...s~c""iaL- _I LOGGED BY: M. Healey DATE:.:.1_212....::..:.0,;,..{OO:..:.... _

CHECKED BY: J. Lambert::1G. DATE:_812_0;.../O_3 ,

cement

4

18

5 5 It standpipe

1.5

2.5

3.0

10.0

0010

10.0'

NlA

9.0

Bentonite

PERVIOUS SECTION (In. !I: .0,........: .....;2~ 0.0. : 2318

20-30 sand

--- TYPE OF SEAL

.....-- DEPTH BOTTOM OF SEAL (Ft.)

~~-- TYPE OF SURFACE SEAL

t=M-- DIA. SURFACE SEAL BGS (In.)

~--- TYPE OF FILTER PACK AROUND
PERVIOUS SECTION

1=='1......-- DEPTH TO BOTTOM OF SURFACE SEAL (Ft.)

....+--- 1.0. OF PROTECTIVE CASING (In.)

\+'4---- TYPE OF PROTECTIVE CASING

.....+--- DEPTH BOTTOM OF PROTECTIVE CASING (Ft. )c....;::.2.3;.:;.. _

2.5

'.d--- TYPE OF BACKFILL AROUND RISER PIPE

.....-- DEPTH TOP OF SEAL (Ft.)

DEPTH BOTTOM OF DRAIN LAYER (Ft.)

....4---- RISER PIPE (In.) 1.0....;.....2:...· ~_ 0.0.: 23/8

PVC..-...4---- TYPE OF RISER PIPE

14-1-+---- TYPE OF BACKFILL BELOW FILTER PACK

&=;I.,.-!- DEPTH BOTTOM OF PERVIOUS SECTION (Ft.)

4.0I=i'4-'+--- DEPTH TOP OF PERVIOUS SECTION (Ft.) _

14--- DIAMETER OF BOREHOLE (In.) 4.0
- ......-+--- TYPE OF PERVIOUS SECTION PVC

I-~~---TYPE OF OPENINGS

LL...L-.LJ--l...J.,.-- END OF BORING (Ft. )

h--r-T"""'1r-r-+olf--~ DEPTH BOTTOM OF FILTER PACK (Ft.)

SAND DRAIN LAYER

Notes:
Replacement for MW205
Repaired June 2001
Surv yed 8129/01
Log revised to show modification
fr m flush-mount cover to stick-Up
protective casing on 8119103
Elevation of ri er pipe calculated
fr m fi Id measurement
M difications Indicated by bold font

I
I
I

I GROUND
ELEVATION ~12!::.~6 =I

GENERAL NOTE:

1. Entry of 0.00 for Ground Elevation, Elev. Top of Riser Pipe & Elev. TOp of Protective Casing
Indicates that Surveyed Ground Elevation Not Available.

TtNUS Form 0059

I



OVERBURDEN MONITORING WELL CONSTRUCTION LOG TETRA TECH NUS, INC. I

BORING NO: _S_B_O_6 ~ 1

PROJECT NO: ~O:28:::.:8:<"'- 1

WELL NO: ....,MW..........2""O...,6U- 1

PAGE: 1 OF

I

I

I
I

I
I

I

1

3.4

3.13

cement

4

18

5 5 It standpipe

1.5

BORING LOCATION:

East of SB04, South of SBO I

.-- DEPTH TO BOTTOM OP SURPACE SEAL (Pt.)

TYPE OF SURFACE SEAL

E3+-- DIA. SURFACE SEAL BGS (In.)

1++--- 1.0. OF PROTECTIVE CASING (In.)

1++--- TYPE OF PROTECTIVE CASING

,-,...--- LENGTH OF PROTECTIVE CASING ABOVE
GROUND SURFACE (Ft.)

,......,...---- LENGTH OF RISER PIPE ABOVE GROUND
SURFACE (Ft.)

PROJECT NAME: Frrnr. Bldg. 44 UST Site Corrective Action GW Monitoring

PROJECT LOCATION: Naval Station Newport, Rhode Island

CLIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Col., E. Providence, RI DRILLER",-·.....P....a...uILB......,re...sc......iaiL- _

LOOGED BY: J. Rudders DATE: 7118/97
CHECKED BY: J. Lambert :t?:- DATE :-SI2-0j-O-3-{-re-Vl-·s-ed-.-og-)-----

ELEVATION TOP OF 23
RISER PI.o;,PEa.- 1_S_. _

SAND DRAIN LAYER

ELEVATION TOP OF PROTECTIVE
CASING' 15.5

GROUND
ELEVATION 12.1

I .

I
I

I

I
I

I
I

10.5

TYPE OF BACKFILL AROUND RISER PIPE

DEPTH TOP OF SEAL (Ft.) 2.5

TYPE OF SEAL
Bentonite

DEPTH BOTTOM OF SEAL (Ft. ) 3
4

DEPTH TOP OF PERVIOUS SECTION (Ft.)

DIAMETER OF BOREHOLE (In. ) 4

TYPE OF PERVIOUS SECTION
Slotted PVC

TYPE OF OPENINGS 0010

PERVl:~ SECTION (In. II .0. ; 2 0.0.; 2318

TYPE OF FILTER PACK AROUND MorieSand
PERVIOUS SECTION

DEPTH BOTl'OM OF PERVIOUS SECTION (Ft.)
9.5

..

....+--- DEPTH BOTTOM OP PROTECTIVE CASING (Pt.),-=2::.:.1=-- _

2.5DEPTH BOTTOM OF DRAIN LAYER (Ft.)

...M---- RISER PIPE (In.) 1.0........: ~2,"- 0.0.: 23/8

PVCh!f'''<+--- TYPE OF RISER PIPE

h--,-,...-,--r-/4-- DEPTH BOTTOM OF FILTER PACK (Ft.)

Not s:
Surv yed 8129101

.. Log revised to show modIfication
from flush-mount cover to stlck-up
pr tective casing on 8119103
Elevation of riser pipe calculated
from field measurement
Modifications Indicated by bold font

14i-f---- TYPE OP BACKFILL BELOW FILTER PACK

L..L....L-.1....J--L.~-- END OF BORING (Ft. )

BcntonitelSand

14 I
I

GENERAL NOTE:

1. Entry of 0.00 for Ground Elevation, Elev. Top of Riser Pipe & Elev. Top of Protective Casing
Indicates that surveyed Ground Elevation Not Available. I

TtNUS Form 0059 I



2.83

3-1

cement

4

18

5 5 It standpipe

1.5

4

3

Slotted PVC

5

4

Bentonjte/Sand

11

10

12

Bentonite

BORING LOCATION:

north of SBOl, east of SB02

PAGE: 1 OF 1

TETRA TECH NUS, INC.

PROJECT NO: ..::;0.=2,;;,8=-8
1

WELL NO: ..L:MuW..u.,.2"-lmLLL. 1

BORING NO: _S_B_0_7
1

DEPTH BOTTOM OF DRAIN LAYER (Ft.)..

i--- TYPE OF SEAL

"1.-- DEPTH BOTTOM OF SEAL (Ft.)

TYPE OF SURFACE SEAL

E:I+-- DIA. SURFACE SEAL BGS (In.)

......+--- DEPTH BOTTOM OF PROTEl:1'IVE CASING (Ft .),.-;;;2.;;...4"-- _
3.0

I=~-- DEPTH TO BOTTOM OF SURFACE SEAL (Ft.)

1++--- I.D. OF PROTECTIVE CASING (In.)

1+-1--- TYPE OF PROTECTIVE CASING

k+..+--- RISER PIPE (In.) 1.0.......: ....2~ 0.0.: 23/8

PVCklPtt--t-- TYPE OF RISER PIPE

I"·","--t-- TYPE OF BACKFILL AROUND RISER PIPE

_-- DEPTH TOP OF SEAL (Ft.)

~~.-+--- DEPTH BO'rl'OM OF PERVIOUS SECTION (Ft.)

14++--- TYPE OF BACKFILL BELOW FILTER PACK

t=-1.-+--- DEPTH TOP OF PERVIOUS SECTION (Ft.) _

14--- DIAMETER OF BOREHOLE (In.)

...-+---- TYPE OF PERVIOUS SECTION

1-"--+--- TYPE OF OPENINGS -1jOuO....1uO.L- _

t..-+--- PERVIOUS SECTION lIn.Ir.D.........: .=2'-- 0.0.; 23/8

-4+--- TYPE OF FILTER PACK AROUND Morie Sand
PERVIOUS SECTION

r--w---- LENGTH OF PROTECTIVE CASING ABOVE
GROUND SURFACE (Ft.)

r--.,...---- LENGTH OF RISER PIPE ABOVE GROUND
SURFACE (Ft.)

L..L.-L-J-.J.....l........-- END OF BORING (Ft. )

1-r--r-T""'lr-r-f4-- DEPTH BOTTOM OF FILTER PACK (Ft.)

SAND DRAIN LAYER

Notes:
SUN yed 8129/01
Log revised to show modification
from flush-mount cover to stick-up
protective casing on 8/19/03
Elevation of riser pipe calculated
from field m asurement
Modifications indicated by bold font

I

I OVERBURDEN MONIT.QRING WELL CONSTRUCTION LOG

PROJECT NAME: Frmr. Bldg. 44 UST Site Corrective Action GW Monitoring

I
PROJECT LOCATION: Naval Station Newport. Rhode Island

CLIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Col., E. Providence, RI DRILLER.;.'.LP"'au.lolILBLUJre""sllo<c..,jaL- _I LOGGED BY: J. Rudders DATE:_~ _

CHECKED BY: J. Lambert '1t. DATE: 8120/03 (revised log)

I ELEVATION TOP OF PROTECTIVE
CASING 15.1

I

I ELEVATION TOP OF 14.83
RISER PI"'PEEL.... _
,

I GROUND
ELEVATION ...,.,..12:.:.:0'-- 1=1

GENERAL NOTE:

1. Entry of 0.00 for Ground Elevation, Elev. TOp of ~iser Pipe & Elev. Top of Protective Casing
Indicates that surveyed Ground Elevation Not Available.

TtNUS Fonn 0059

I



OVERBURDEN MONITORING WELL CONSTRUCTION LOG TETRA TECH NUS, INC. I

BORING NO: _S_B_I_4
1

PROJECT NO: ..::::02~8",-,8~ 1

WELL NO: -"MW~L.2...09oLZ.. 1

PAGE: 1 OF

I
I
I
I

1

3.24

3.5

BORING LOCATION:

north of SBOI, east of SB02

.---'1+--- LENGTH OF PROTECTIVE CASING ABOVE
GROUND SURFACE (Ft.)

,.....-rf----- LENGTH OF RISER PIPE ABOVE GROUND
SURFACE (Ft.)

PROJECT NAME: Frmr. Bldg. 44 UST Site Corrective Action-GW Monitoring

PROJECT LOCATION: Naval Station Newport, Rhode Island

..:LIENT: Engineering Field Activity Northeast, Naval Facilities Engineering Command

CONTRACTOR: Guild Drilling Col., E. Providence. RI DRILLER'-'-·.....P...a....uLJB......,re.....s...c""ja"'- _

LOGGED BY: J. Rudders DATE: 7/24/97-------------
CHECKED BY: J. Lambert;:[{". DATE:8/20/03 (revised log)

ELEVATION TOP OF PROTECTIVE
CASING 16.2

ELEVATION TOP OF 15.94!USER PI~PE _

GROUND
ELEVATION 12.7

SAND DRAIN LAYER

TYPE OF SURFACE SEAL

E::M--- DIA. SURFACE SEAL 8GS (In.)

F:H--- DBPTH TO BOTTOM OP SURPACE SEAL (Pt.)

1++--- 1.0. OF PROTECTIVE CASING (In.)

141'-+--- TYPE OF PROTECTIVE CASING

cement

20

1.5
4

5 5 It standpipe

I
I
I

I
I
I
I
I

2.5

3

0010

Bentonite

--- DEPTH BOTTOM OF SEAL (Ft.)

.....+--- DBPTH BOTTOM OP PROTECTIVE CASING (Pt. ),.-.;;;;2.;;.;:0~ _

2.5
DEPTH BOTTOM OF DRAIN LAYER (Ft.)

....~--- RISER PIPE (In.) 1.0........; ..2 0.0.; 23/8

PVCkf''rl---- TYPE OF RISER PIPE

1",.4<1---- TYPE OF BACKFILL AROUND RISER PIPE

~._-- DEPTH TOP OF SEAL (Ft.)

---. TYPE OF SEAL

4
~-r.-j---- DEPTH TOP OF PERVIOUS SECTION (Ft.) _

14--- DIAMETER OF BOREHOLE (In.) 4
Slotted PVCl"-+--- TYPE OF PERVIOUS SECTION

I-of--t--- TYPE OF OPENINGS

Notes:
Surveyed 8/29101
Log revised t show modification
fr m flush-mount cover to stick-up
protective casing on 8119/03
Elevation f riser pipe calculated
from field mea urement
Modifications Indicated by bold font

I
I

10

9

~--- TYPE OF FILTER PACK AROUND
PERVIOUS SECTION

F+-+---- PERVIOUS SECTION lIn. >r .0.......; ....:2~ 0.0. ; 23/8

Marie Sand

.......-+--- DEPTH BOTTOM OF PERVIOUS SECTION (Pt.)

h--r-T""'"'I-"-~--DEPTH BOTTOM OF FILTER PACK (Ft.)

~-+--- nPE OP BACKFILL BELOW FILTER PACK

L..L....1-J--I-'-~-_ END OF BORING (Ft. )

NLA

10 I
I

.JBNBRAL NOTE:

1. Entry of 0.00 for Ground Elevation. Elev. Top of Riser Pipe' Elev. Top of Protective Casing
Indicates that Surveyed Ground Elevation Not Available. I

TtNUS Fonn 0059 I
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APPENDIX B

FIELD PARAMETERS ROUNDS 4 THROUGH 6



- - - - - - - - - - - - - - - .. - - -
FIELD PARAMETER SUMMARY

CORRECTIVE ACTION GROUNDWATER MONITORING
ROUNDS 4 THROUGH 6

FORMER BUILDING 44 UST SITE (GOULD ISLAND)
NAVAL STATION NEWPORT, NEWPORT, RHODE ISLAND

Speo.
Interface NAPL Visual

Type of
Water

Round Date pH Tamp Turbidity DO ORP Salinity Probe Thickness Petroleum TPVC Depth Water
We1l1D 11 ) Cond Visual Elevation Commentsl'l Sampled IS.U I IOC) (NTUI lmg/ll (mv) 1%) Signal via Signal Impact Elevatlon(') {TPVC or

(mS/cm)
(Yes/No) (ft) (Yes/No)

Impact
Steel)!'l

{MSL}

Upgrad,ent
wells

MW204R 4 9/512002 683 269 1989 20 630 ·16 01 No -- No 1163 50 663 buned under several Inches of matenal
5 - -- .. - .. _. - No .. No 1163 .. -- not seMceable - covered bv slandlno water

WM .. -- .. .. .. -- .. .. -- .- .. -- -- -- casino loose PVC/J·pluo mlact
6 91312003 76 218 1876 1010 388 58 00 No -- No -- 1509 810 699 foreIon matenal,n puroe water

MW209 4 -- -- -- .. .. -- - No .. No .. 1248 49 758 not samnled
5 -- -- -- .. .. -- .. No .. No .. 1248 483 765 not samnled

WM .. .. .. .- -- .. .. -- -- .. -- -- .. -- casmo loose. PVC/J-pluo mlact
6 -- -- -- .. .. -- .. No -- No .. 1594 970 624 notsamoled

Source area
MW001R 4 9/512002 1132 390 1932 47 600 ·116 02 No .. No .. 113 465 665

5 31712003 849 919 793 49 810 -84 05 No -- No -- 113 500 630
WM .. -- .. .. .. .. .. - .. -- -- -- .. -- artJaliv buned

6 9/412003 1112 417 1791 4320 369 ·248 02 No .. No - 149 809 681

MW203R 4 9/4/2002 828 ~ 950 2308 15 -"/ ·6 05 No .. No -- 1244 477 767
5 3/512003 695 672 655 33 940 5 03 No No .. 1244 551 693

WM .. .. .. .. .. -- - -- -- - -- -- -- -- cover mlsslna. PVC/J·plun Intact
6 91312003 665 981 1920 94 474 1 05 No .. No .. 1627 951 676

MW205R 4 9/512002 726 274 1975 35 469 ·161 01 No .. No .. 1221 554 667 buned under several Inches of matenal
5 3f7l2oo3 775 298 807 73 580 ·69 01 No .. No - 1221 595 626

WM .. .. .. .. -- .. -- .. .. -- .. -- .. -- .. partlallv buned casmo damaoed. PVC/J-plua Inlact
6 91312003 780 262 1840 1010 331 ·175 00 No -- No 1554 882 672

Downaradlenl wells
MW003R 4 9/412002 666 555 2140 63 196 -062 .. No .. No .. 1205 608 597

5 3f712003 688 523 852 10 1070 2600 .. No -- No .. 1205 640 565
WM .. -- -- -- -- .. -- _. -- -- -- -- -- .. casmo loose PVC/J·nlua Intact

6 9/412003 733 607 1824 9990 403 -37 00 No .. No -- 1538 991 547

MW201R 4 .. .. -- -- .. -- .. No -- No .. 1149 571 578 nol sampled
5 .. .. .. .. -- -- .. -- No -- No -- 1149 602 547 not sampled

WM .. -- -- -- .. -- .. -- .. .. - .- -- -- caSino loose PVc/J·plug mlact
6 .. .. -- .. -- -- -- .. No -- No .. 1479 977 502 not sampled

MW202R 4 9/512002 698 569 1950 11 115 -175 03 No .. No .. 1172 61 564 buned under several Inches of matenal
5 31512003 665 238 703 135 1020 ·2 01 No No .. 1172 639 533

WM - .. .. -- .. -- .. .. .. .. -- .. .. -- -- cover and casmo mlSSlna. PVC damaoed J-nlua loose
6 9/412003 745 781 2075 4840 453 -166 04 No .. No -- 1507 1027 480 solid deposltlon/forelon malenal

MW207 4 9/512002 760 599 1951 47 725 ·115 03 No -- No .. 118 605 575
5 31612003 854 078 376 281 920 170 00 No .. No -- 118 651 529

WM .. .. -- .. .. .. .. .. .. .. .. .. .. casmo loose J-nlua loose
6 9/4/2003 697 583 2031 2390 483 ·139 03 No .. No 1483 1019 464

MW206 4 .. .. -- .. .. - .. .. No -- No -- 1175 541 634 nOlsampled
5 .. -- .. .. .. .. .. No -- No .. 1175 565 810 not sampled

WM - .. -- .. - .. .. .. .. .. .. .. .. -- -- casino loose PVC/J·nlua Inlact
6 .. -- .. -- .. -- .. No .. No -- 5 3 9 3 6 no samnled

Notes
(1) R designates a replacement wetallhallocaUon
(2) Rounds 4 and 5 TPVC E1evallon based on June 2(101 survey; Round 6 TPVC Elevation based on TPVC Elevallon as modified Aug\Js!2(103
(3) Round 4 water levels obsetVed 9/412002, Round 5 water levels obselVed 31512003, Round 6 waler levels observed 913/2Q03
(4) No reading due to DO probe maWuncllon
(5) WM Indicates weD modification aclMties undertaken prtor 10 Round 6 on 811910310 convert weDs from fJush-mounl protective casing to slick-op protectIVe caslng

W5203298F CTO 809
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APPENDIX C

ANALYTICAL RESULTS ROUNDS 4 THROUGH 6



- - '- - '- - - 1- - fill -, '. - - -' - - - -
ROUNDS 4-6 ANALYTICAL RESULTS (CONT.)

CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE

NAVSTA NEWPORT, NEWPORT, RHODE ISLAND

Sample Location MW001R MW001R MW001R MW003R MW003R MW003R MW202R MW202R MW202R MW203R
Date Sampled 9/512002 31712003 9/412003 9/412002 31712003 9/412003 91512002 3/512003 9/412003 9/412002
Volatile Organic Analysis (uG/LI
1,1,1-Trichloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1,2,2-Tetrachloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1,2-Trlchloro-1 ,2,2-lnfluoroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1,2-Trichloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1-Dlchloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1-Dlchloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2,4-Trlchlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlbromo-3-chloropropane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlbromoethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlchlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlchloroethane . 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlchloropropane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,3-Dlchlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,4-Dlchlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
2-Butanone 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
2-Hexanone 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
4-Methyl-2-Pentanone 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Acetone 5 U 56 U 21 5 U 6 U 5 U 5 U 5 U 5 U 5 U
Benzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Bromodlchloromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Bromofonm 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 UJ
Bromomethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Carbon Disulfide 5 U 5 U 5 J 5 U 5 U 5 U 5 U 5 U 1 J 5 U
Carbon Tetrachloride 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chloroform - 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chloromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
cls-1,2-Dlchloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
cls-1 ,3-Dlchloropropene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Cyclohexane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Dlbromochloromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Dlchlorodlfluoromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Ethylbenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Isopropylbenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
m&p-Xylene NA 5 U 5 U NA 5 U 5 U NA 5 U 5 U NA
Methyl Acetate 5 U 5 U 12 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Methyl tert-Butyl Ether 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Methylcyclohexane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Methylene ChlOride 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
o-Xylene NA 5 U 5 U NA 5 U 5 U NA 5 U 5 U NA
Styrene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 UJ
Tetrach oroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Toluene 1 J 5 U 1 J 5 U 5 U 2 J 5 U 5 U 9 5 U
Total Xylenes 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
trans-1,2-Dlchloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
trans-1,3-Dlchloropropene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 UJ
Trlchloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Trlchlorofluoromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

myI lJmOrloe 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

W5203298F
U - Not detected, UJ - Detection limit approXimate, J - Quantltatlon approXimate,

R - Rejected, NA - Not Analyzed Tetra Tech NUS, Inc



ROUNDS 4-6 ANALYTICAL RESULTS (CONT.)
CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 2 OF 8
Sample Locabon MW001R MW001R MW001R MW003R MW003R MW003R MW202R MW202R MW202R MW203R
Date Sampled 9/512002 31712003 9/412003 9/412002 3f712003 9/412003 9/512002 3/512003 9/412003 9/412002

Semlvolatlle Organic Analysis (UG/LI
1,1'-Blphenyl 10 U NA 10 U 10 U NA 10 U 10 U NA 10 U 10 U
2,2'-oxybls(1-Ghloropropane) 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
2,4,5-Tnchlorophenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U R 20 U 20 U
2,4,6-Tnchlorophenol 10 U 5 U 10 U 10 U 5 U 10 U 10 U R 10 U 10 U
2,4-Dlchlorophenol 10 U 5 U 10 U 10 U 5 U 10 U 10 U R 10 U 10 U
2,4-Dlmethylphenol 10 5 U 5 J 10 U 5 U 10 U 10 U R 10 U 10 U
2,4-Dlnltrophenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U R 20 U 20 U
2,4-Dlnllrotoluene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
2,6-Dlnitrotoluene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
2-Chloronaphthalene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
2-Chlorophenol 10 U 5 U 10 U 10 U 5 U 10 U 10 U R 10 U 10 U
2-Methylnaphthalene 2 J 5 U 1 J 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
2-Methylphenol 2 J 5 U 1 J 10 U 5 U 10 U 10 U R 10 U 10 U
2-Nllroanlline 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 UJ 20 U 20 U
2-Nllrophenol 10 U 5 U 10 U 10 U 5 U 10 U 10 U R 10 U 10 U
3,3'-Dlchlorobenzldlne 10 U 5 UJ 10 U 10 U 5 UJ 10 U 10 U R 10 U 10 U
3-Nllroaniline 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 UJ 20 U R
4,6-Dlnllro-2-methylphenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U R 20 U 20 U
4-Bromophenyl-phenylether 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
4-Chloro-3-methylphenol 10 U 5 U 10 UJ 10 U 5 U 10 UJ 10 U R 10 UJ 10 U
4-Chloroaniline 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
4-Chlorophenyl-phenylether 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
4-Methylphenol 26 9 12 10 U 5 U 10 U 10 U R 10 U 10 UJ
4-Nllroaniline 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 UJ 20 U 20 U
4-N'lrophenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U R 20 U 20 U
Acenaphthene 6 J 2 J 3 J 10 U 5 U 10 U 1 J 5 UJ 10 U 10 U
Acenaphthylene 10 U 5 U 10 U 10 U 5 U to U 10 U 5 UJ 10 U 10 U
Acetophenone 2 J NA 10 U 10 U NA 10 U 10 U NA 10 U 10 U
Anthracene 3 J 5 U 2 J 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Alrazlne 10 U NA 10 U 10 U NA 10 U 10 U NA 10 U 10 U
Benzaldehyde 10 U NA 10 U 10 U NA 10 U 10 U NA 10 U 10 U
Benzo{a)anthracene 10 U 2 J 5 J 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Benzo{a)pyrene 10 U 2 J 4 J 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Benzo(b)fluoranthene 10 U 3 J 6 J 10 U 5 U 10 U 10 U 5 UJ 10 U 1 J
Benzo(g,h,l)perylene 10 U 5 U 2 J 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Benzo(k)fluoranthene 10 U 1 J 3 J 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Bls{2-Chloroethoxy)methane 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Bls(2-Chloroethyl)ether 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
bls(2-Ethylhexyl)phthalate 10 U 5 U 1 J 10 U 5 U 10 U 10 U 5 UJ 2 J 10 U
Butylbenzylphthalate 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Caprolactam 10 U NA 14 10 U NA 6 J 10 U NA 14 10 U
Carbazole 16 J NA 5 J 10 U NA 10 U 10 J NA 10 U 10 U
Chrysene 10 U 2 J 4 J 10 U 5 U 10 U 10 U 5 UJ 10 U 1 J
Dlbenzo(a,h)anthracene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
D,benzofuran 2 J 5 U 1 J 10 U 5 U 10 U 2 J 5 UJ 10 U 10 U
Dlethylphthalate 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Dlmethylphthalate 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
DI-n-Butylphthalate 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
DI-n-octylphthalate 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Fluoranthene 2 J 4 J 8 J 10 U 5 U 10 U 10 U 5 UJ 10 U 3 J
Fluorene 2 J 5 U 1 J 10 U 5 U 10 U 2 J 5 UJ 10 U 10 U
Hexachlorobenzene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Hexachlorobutadlene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Hexachlorocyclopentadlene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Semlvolatlle Organic Analysis UG/L cont.

U - Not detected, UJ - Detection limit approXimate, J - Quantltatlon approXimate,
R - Rejected, NA - Not Analyzed Tetra Tech NUS, Inc- W5203298F- ,- - - .. - \- - - .' - - - - - - - -



- -' - ,_.- - - ,.' - - - '. - - -, ,- '. - -
ROUNDS 4-6 ANALYTICAL RESULTS (CONT.)
CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 3 OF 8
Sample Location MWOOIR MWOOIR MWOOIR MW003R MW003R MW003R MW202R MW202R MW202R MW203R
Date Sampled 9/512002 31712003 9/412003 9/412002 31712003 9/412003 9/512002 3/512003 9/412003 9/412002

Hexacnloroethane 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Indeno(1,2,3-cd)pyrene 10 U 1 J 2 J 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Isophorone 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Naphthalene 18 7 13 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Nitrobenzene 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
N-Nltroso-dl-n-propylamlne 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
N-Nltroso-dlphenylamlne 10 U 5 U 10 U 10 U 5 U 10 U 10 U 5 UJ 10 U 10 U
Pentachlorophenol 36 9 J 25 20 U 20 U 20 U 20 U R 20 U 20 U
Phenanthrene - 5 J 3 J 6 J 10 U 5 U 10 U 10 U 5 UJ 10 U 2 J
Phenol 230 . 85 96 10 U 5 U 10 U 10 U R 10 U 10 U

yrene 1 J 4 J 7 J 10 U 5 U 10 U 10 U 5 UJ 10 U 2 J

Gasoline Range Organic Analysis (UGILI
I",aso me Kange urganlcs 100 50 U 92 48 53 U 50 U 150 72 UJ 55 50 U

Total Petro eum Hydrocarbon Analysis (MGI I
0"" e ro eum yurocaroons 41 14 32 18 050 U) 090 35 059 23 26

W5203298F
U - Not detected, UJ - Detecbon limit approXimate, J - Quanbtabon approXimate,

R - Rejected, NA - Not Analyzed Tetra Tech NUS, Inc



ROUNDS 4-6 ANALYTICAL RESULTS (CONT.)
CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 4 OF 8
Sample Locabon MW001R MW001R MW001R MW003R MW003R MW003R MW202R MW202R MW202R MW203R
Date Sampled 9/512002 31712003 9/412003 9/412002 31712003 9/412003 9/512002 3/512003 9/412003 9/412002

Meta Analysis UG/LJ
Aluminum 1690 NA NA 3680 NA NA 423 U NA NA 23600
Anllmony 98 U NA NA 39 UJ NA NA 30 U NA NA 50 UJ
Arsenic 40 J 139 U 67 U 30 U 160 U 30 U 30 U 441 30 U 122
Banum 996 151 108 690 212 830 902 255 163 243
Beryllium 20 U NA NA 20 U NA NA 20 U NA NA 20 U
Cadmium 20 U 130 10 J 20 U 279 070 U 20 U 208 070 U 20 U
Calcium 215000 NA NA 294000 NA NA 309000 NA NA 193000
Chromium 30 U 124 67 J 54 395 117 J 30 U 330 69 J 325
Cobalt 30 U NA NA 230 NA NA 30 U NA NA t31
Copper 198 U NA NA 135 U NA NA 20 U NA NA 509 U
Iron 1180 NA NA 8110 NA NA 6540 NA NA 39700
Lead 112 168 140 J 211 263 102 J 170 112 121 J 919
Magnesium 3940 NA NA 27600 NA NA 58600 NA NA 17000
Manganese 438 NA NA 6730 NA NA 1390 NA NA 636
Mercury 031 037 047 014 U 012 U 016 U 014 U 012 U 015 U 014 U
Nickel 242 NA NA 116 NA NA 24 U NA NA 312
Potassium 317000 NA NA 160000 NA NA 156000 NA NA 162000
Selenium 80 U 90 U 90 U 80 U 90 U 90 U 80 U 90 U 90 U 80 U
Silver 20 U 20 U 20 UJ 20 U 20 U 20 UJ 20 U 20 U 20 UJ 20 U
Sodium 516000 J NA NA 464000 NA NA 616000 J NA NA 1580000 J
Thallium 40 U NA NA 40 U NA NA 40 U NA NA 40 U
Vanadium 578 NA NA 99 NA NA 30 U NA NA 394
,LInC 101 NA NA 160 NA NA 80 U NA NA 129

Dissolved Metal Analysis (UG/L)
Aluminum 360 U NA NA 313 U NA NA 120 U NA NA 101 U
Antimony 103 U NA NA 43 UJ NA NA 30 U NA NA 30 U
Arsenic 34 J 58 UJ 30 U 22 30 U 30 U 30 UJ 30 U 30 U 30 UJ
Banum 723 752 756 U 594 126 587 U 791 895 156 147
Beryllium 20 U NA NA 20 U NA NA 20 U NA NA 20 U
Cadmium 20 U 103 070 U 20 U 212 070 U 20 U 85 070 U 20 U
CalCium 187000 NA NA 279000 NA NA 317000 NA NA 175000
Chromium 30 U 083 UJ 060 U 30 U 060 U 060 U 30 U 060 U 060 U 30 U
Cobalt 30 U NA NA 162 NA NA 30 U NA NA 30 U
Copper 29 UJ NA NA 20 U NA NA 20 U NA NA 91 U
Iron 803 U NA NA 336 NA NA 2650 NA NA 350 U
Lead 130 40 U 40 U 130 40 U 40 U 148 40 U 40 U 77
Magnesium 2430 NA NA 26000 NA NA 61700 NA NA 8640
Manganese 30 UJ NA NA 5610 NA NA 1500 NA NA 177
Mercury 013 U 014 UJ 014 U 016 U 015 UJ 015 U 015 U 014 UJ 015 U 014 U
Nickel 222 NA NA 60 NA NA 16 U NA NA 26 U
Potassium 307000 NA NA 146000 NA NA 154000 NA NA 158000
Selenium 80 U 90 U 90 U 80 U 90 U 90 U 80 U 90 U 90 U 80 U
Sliver 20 U 20 U 20 UJ 20 U 20 U 20 UJ 20 U 20 U 20 UJ 20 U
Sodium 506000 J NA NA 370000 NA NA 67600 J NA NA 1560000 J
Thallium 40 U NA NA 40 U NA NA 40 U NA NA 40 U
Vanadium 474 NA NA 30 U NA NA 30 U NA NA 30 U
Llnc 80 U NA NA 80 U NA NA 80 U NA NA 80 U

U - Not detected, UJ - Detection limit approXimate, J - Quanbtatlon approXimate,
R - Rejected, NA - Not Analyzed Tetra Tech NUS, Inc

- W5203298F-, - ,-, - - - '- - - .. '- - - - - - - -
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ROUNDS 4-6 ANALYTICAL RESULTS (CO NT.)
CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 5 OF 8
Sample Location MW203R MW203R MW204R MW204R MW205R MW205R MW205R MW207R MW207 MW207R
Date Sampled 3/512003 91312003 9/5/2002 91312003 9/512002 31712003 91312003 9/512002 3/612003 9/4/2003

Volati e Organic Analys s IUG/L)
1,1,1-Tnchloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1,2,2-Tetrachloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1,2-Tnchloro-1 ,2,2-tnfluoroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1,2-Trrchloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1-Dlchloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,1-Dlchloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2,4-Trrchlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dloromo-3-chloropropane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlbromoethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlchlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlchloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,2-Dlchloropropane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1,3-Dlchlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
1A-Dichlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
2-Butanone 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
2-Hexanone 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
4-Methyl-2-Pentanone 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Acetone 6 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Benzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Bromodlchloromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Bromoform 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Bromomethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Carbon Disulfide 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Carbon Tetrachlorrde 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chlorobenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chloroethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chloroform 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Chloromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
cls-1,2-Dlchloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
cls-l,3-Dlchloropropene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Cyclohexane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Dlbromochloromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Dlchlorodlftuoromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Ethylbenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Isopropylbenzene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
m&p-Xylene 5 U 5 U NA 5 U NA 5 U 5 U NA 5 U 5 U
Methyl Acetate 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Methyl tert-Butyl Ether 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Methylcyclohexane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Methylene Chlorrde 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
o-Xylene 5 U 5 U NA 5 U NA 5 U 5 U NA 5 U 5 U
styrene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Tetrachloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Toluene 5 U 5 U 5 U 5 U 1 J 5 U 5 U 5 U 5 U 5 U
Total Xylenes 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
trans-1,2-Dlchloroethene

~
5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

trans-1,3-Dlchloropropene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Trrchloroethene 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U
Tnchlorofluoromethane 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U 5 U

,nyl ",",Orrue 5 U 5 U 5 U 5 U 5 5 U 5 U 5 U 5 U 5 U

W5203298F
U - Not detected, UJ - Detecbon limit approXimate, J - Quanbtabon apprOlomate,

R - Rejected, NA - Not Analyzed Teva Tech NUS, Inc



ROUNDS 4-6 ANALYTICAL RESULTS (CONT.)
CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 6 OF 8
Sample Locabon MW203R MW203R MW204R MW204R MW205R MW205R MW205R MW207R MW207 MW207R
Date Sampled 3/512003 91312003 9/512002 91312003 91512002 31712003 91312003 91512002 3/612003 9/412003

• ,nrn~nl~ An~I"clc 'IInll

1,1 '-Biphenyl NA 10 U 10 U 10 U 3 J NA 10 U 10 U NA 10 U
2,'Z-oxybls(I-Chloropropane) 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
2,4,5-Tnchlorophenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
2,4,6-Tnchlorophenol 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
2,4-Dlchlorophenol 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
2,4-Dlmethylphenol 5 U 10 U 10 U 10 U 10 U - 5 U 10 U 10 U 5 U 10 U
2,4-Dmllrophenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
2,4-Dmltrotoluene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
2,6-Dmrtrotoluene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
2-Chloronaphthalene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 'U 5 U 10 U
2-Chlorophenol 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
2-Methylnaphthalene 5 U 10 U 10 U 10 U 7 J 1 J 10 U 10 U 5 U 10 U
2-Methylphenol 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
2-Nllroaniline 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
2-Nllrophenol 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
3,3'-Dlchlorobenzldlne 5 U 10 U 10 U 10 U 10 U 5 UJ 10 U 10 U 5 UJ 10 U
3-Nltroaniline 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
4,6-Dlnllro-2-methylphenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
4-Bromophenyl-phenylether 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
4-Chloro-3-methylphenol 5 U 10 UJ 10 U 10 UJ 10 U 5 U 10 UJ 10 U 5 U 10 UJ
4-Chloroaniline 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
4-Chlorophenyl-phenylether 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
4-Methylphenol 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
4-Nltroanrllne 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
4-Nltrophenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
Acenaphthene 5 U 10 U 10 U 4 J 15 9 4 J 5 J 5 U 10 U
Acenaphthylene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Acetophenone NA 10 U 10 U 10 U 10 U NA 10 U 10 U NA 10 U
Anthracene 5 U 10 U 10 U 7 J 3 J 2 J 10 U 10 U 5 U 10 U
Atrazme NA 10 U 10 U 10 U 10 U NA 10 U 10 U NA 10 U
Benzaldehyde NA 10 U 10 U 10 U 10 U NA 10 U 10 U NA 10 U
Benzo(a)anthracene 5 U 2 10 U 18 10 U 3 J 2 J 10 U 3 J 2 J
Benzo(a)pyrene 5 U 2 10 U 15 10 U 2 J 2 J 1 J 3 J 1 J
Benzo(b)fluoranthene 5 U 2 1 J 23 10 U 4 J 2 J 2 J 5 3 J
Benzo(g,h,l)perylene 5 U 1 10 U 8 J 10 U 5 U 10 U 10 U 2 J 1 J
Benzo(k)fluoranthene 5 U 1 10 U 9 J 10 U 2 J 1 J 10 U 2 J 1 J
BIs(2-Chloroethoxy)methane 5 U 10 U to U 10 U to U 5 U 10 U 10 U 5 U 10 U
BIs(2-Chloroethyl)ether 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
bls(2-Ethylhexyl)phlhalate 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Bulyibenzylphlhalate 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Caprolactam NA 7 10 U 5 J 10 U NA 5 J 10 U NA 13
Carbazole NA 10 U 3 J 5 J 34 J NA 1 J 6 J NA 10 U
Chrysene 5 U 2 10 U 17 10 U 3 J 2 J 1 J 4 J 2 J
Dlbenzo(a,h)anthracene 5 U 10 U 10 U 2 J 10 U 5 U 10 U 10 U 5 U 10 U
Dlbenzofuran 5 U 10 U 10 U 2 J 9 J 4 J 2 J 4 J 5 U 10 U
Dlethylphlhalate 5 U 10 U 10 U 10 U 2 J 2 J 10 U 10 U 5 U 10 U
Dlmethylphthalate 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
DI-n-Bulylphthalate 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Dl-n-oclylphthalate 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U

Fluoranlhene 2 4 2 J 35 3 J 7 5 J 4 J 9 4 J

Fluorene 5 U 10 U 10 U 4 J 12 7 1 J 1 J 5 U 10 U
Hexachlorobenzene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Hexachlorobutadlene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Hexachlorocyclopentadlene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Semlvolatlle Oraanlc Analvsls UG/L cont.

U - Not detected, UJ - Deteclton limit approXimate, J - Quanlttatlon approXimate,
R - Rejected, NA - Not Analyzed Tetra Tech NUS, Inc- W5203298F:- - ..., '- - - •• - - - - - - \- .- .- - -
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ROUNDS 4-6 ANALYTICAL RESULTS (CONT.)
CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 7 OF 8
Sample Locabon MW203R MW203R MW204R MW204R MW205R MW205R MW205R MW207R MW207 MW207R
Date Sampled 31512003 91312003 91512002 91312003 9/512002 31712003 91312003 9/512002 31612003 91412003
Hexach oroethane 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Indeno(1,2,3-cd)pyrene 5 U 1 10 U 8 J 10 U 5 U 10 U 10 U 2 J 1 J
Isophorone 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Naphthalene 5 U 10 U 10 U 10 U 68 10 10 U 10 U 5 U 10 U
Nrtrobenzene 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
N-Nltroso-dl-n-propylamlne 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
N-Nltroso-dlphenylamlne 5 U 10 U 10 U 10 U 10 U 5 U 10 U 10 U 5 U 10 U
Pentachlorophenol 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U 20 U
Phenanthrene 5 U 2 2 J 26 13 9 2 J 2 J 4 J 2 J
Phenol 5 U 10 U 10 U 10 U 3 J 5 U 10 U 10 U 5 U 10 U

yrene 2 4 1 J 30 J 2 J 6 4 J 2 J 8 4 J

Gasoline Range Organic Analysis (UGtLI
",aso Ine ange urganlcs 72 U 50 U 50 U 50 U 130 52 U 50 U 88 50 U 50 U

Total Petroleum Hydrocarbon Analysis (MGtLI
OlBl e ro eum yarocaroons 086 18 055 12 24 091 12 23 065 11

W5203298F
U - Not detected, UJ - Detection limit approXImate, J - Quanbtabon approXimate,

R - Rejected, NA - Not Analyzed Tetra Tech NUS, Inc



ROUNDS 4-6 ANALYTICAL RESULTS (CONT.)
CORRECTIVE ACTION GROUNDWATER MONITORING
FORMER BUILDING 44 UST SITE
NAVSTA NEWPORT, NEWPORT, RHODE ISLAND
PAGE 8 OF 8
Sample Location MW203R MW203R MW204R MW204R MW205R MW205R MW205R MW207R MW207 MW207R
Date Sampled 3/512003 91312003 9/512002 91312003 9/512002 31712003 91312003 915/2002 31612003 91412003
Metal Analvs s I~ GIL
Aluminum NA NA 260 U NA 199 U NA NA 26000 NA NA
Antimony NA NA 37 UJ NA 72 U NA NA 56 UJ NA NA
Arsenic 30 U 30 U 30 U 30 U 30 U 58 UJ 30 U 110 89 30 U
Banum 322 404 110 104 759 889 738 U 335 186 187
Beryllium NA NA 20 U NA 20 U NA NA 20 U NA NA
Cadmium 247 11 20 U 070 U 20 U 172 070 U 172 107 24
Calcium NA NA 170000 NA 330000 NA NA 274000 NA NA
Chromium 72 174 30 U 29 J 30 U 88 25 J 326 168 38 J
Cobalt NA NA 30 U NA 30 U NA NA 206 NA NA
Copper NA NA 111 U NA 220 U NA NA 924 NA NA
Iron NA NA 500 NA 2470 NA NA 67100 NA NA
Lead 136 341 266 109 J 270 260 171 J 3580 777 104 J
Magnesium NA NA 26600 NA 28800 NA NA 48500 NA NA
Manganese NA NA 319 NA 106 NA NA 6040 NA NA
Mercury 012 U 013 U 014 U 014 U 014 U 013 U 019 J 079 038 015 U
Nickel NA NA 35 NA 60 NA NA 274 NA NA
Potassium NA NA 44900 NA 129000 NA NA 103000 NA NA
Selenium 90 U 90 U 80 U 90 U 80 U 90 U 90 U 80 U 90 U 90 U
Silver 20 U 20 UJ 20 U 20 UJ 20 U 20 U 20 UJ 50 20 U 20 UJ
Sodium NA NA 349000 J NA 253000 J NA NA 804000 J NA NA
Thallium NA NA 40 U NA 40 U NA NA 43 J NA NA
Vanadium NA NA 37 J NA 115 NA NA 265 NA NA

inC NA NA 321 NA 118 NA NA 2070 NA NA

Disso yea Metal Analysis (UG/L)
Aluminum NA NA 120 U NA 120 U NA NA 120 U NA NA
Antimony NA NA 44 UJ NA 41 UJ NA NA 30 U NA NA
Arsenic 30 U 30 U 30 UJ 30 U 30 UJ 30 U 30 U 30 UJ 52 UJ 30 U
Banum 319 362 102 920 U 643 478 695 U 188 574 144
Beryllium NA NA 20 U NA 20 U NA NA 20 U NA NA
Cadmium 250 053 20 U 070 U 20 U 143 070 U 20 U 46 070 U
Calcium NA NA 176000 NA 315000 NA NA 265000 NA NA
Chromium 060 U 060 U 30 U 074 J 30 U 087 UJ 10 J 30 U 066 UJ 060 U
Cobalt NA NA 30 U NA 30 U NA NA 98 NA NA
Copper NA NA 44 U NA 20 U NA NA 20 U NA NA
Iron NA NA 350 U NA 831 U NA NA 26800 NA NA
Lead 40 U 40 U 86 97 150 40 U 40 U 133 40 U 40 U
Magnesium NA NA 26000 NA 27700 NA NA 46400 NA NA
Manganese NA NA 327 NA 904 NA NA 5430 NA NA
Mercury 014 U 015 U 014 U 016 U 014 U 013 UJ 014 U 014 U 013 UJ 015 U
Nickel NA NA 32 U NA 47 NA NA 46 NA NA
Potassium NA NA 40400 NA 124000 NA NA 103000 NA NA
Selenium 90 U 90 U 80 U 90 U 80 U 90 U 90 U 80 U 90 U 90 U
Silver 20 U 20 UJ 20 U 20 UJ 20 U 20 U 20 UJ 20 U 20 U 20 UJ
Sodium NA NA 337000 J NA 266000 J NA NA 856000 J NA NA
Thallium NA NA 40 U NA 40 U NA NA 40 U NA NA
Vanadium NA NA 31 J NA 37 J NA NA 30 U NA NA
l'InC NA NA 180 NA 80 U NA NA 449 NA NA

U - Not detected, UJ - Detection limit approXimate, J - Quantltatlon approXimate,
R - Rejected, NA - Not Analyzed ! etra Tech NUS, Inc- W5203298F.. .. - - - - - - - - '- _. - .- - '- - -


